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TAMPA ELECTRIC 11_ 

_ . I \	 , 

February 23, 1999 

Ms. Blanca Bayo, Director 
Division ofRecords and Reporting 
Florida Public Service Commission 
2540 Shumard Oak Boulevard 
Tallahassee, FL 32399-0850 

Re: 	 Florida Administrative Code, Rule 25-6.0455, Annual Distribution Service Reliability 
Report 

Dear Ms. Bayo: 


Pursuant to Florida Administrative Code Rule 25-6.0455, enclosed for filing are the original and 15 

copies of Tampa Electric Company's Distribution Service Reliability Report for 1998. 


If you have any question, please call me at (813) 228-1752 . 
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T T  
TAMPA ELECTRIC 

1998 DISTRIBUTION SERVICE 
RELIABILITY REPORT 

TO THE 
FLORIDA PUBLIC SERVICE COMMISSION 

AS DESCRIBED IN RULE 25-6.0455 



DISTRIBUTION INTERRUPTIONS 
BY 

CATEGORY 



1998 DISTRIBUTION INTERRUPTIONS 

Average Length of 
Interruptions (Minutes) 109.99 

SAlFl 
SAID1 
CAlDl 

0.83276 
0.70728 or 42 min. 26 sec. 
0.84932 or 50 min. 58 sec. 

13.09 



THREE PERCENT 
HIGHEST INTERRUPTED 
DISTRIBUTION CIRCUITS 



II 1998 Three Percent Highest Interrupted Distribution Circuits 

'Number of Customers by class are eSlimateS 
Service Areas: 

1 -Western 
2 - Eastern 
3 - Central 

4 - Plant City 
5 - South Hillsborough 
6 -Winter Haven 

7 - Dade City 




