
Managing Attorney 
Florida Power 9r Light Company 
700 CJniverse Boulevard 
Juno Beach, FL 33408-0420 
(561) 304-5639 
(561) 691-7135 (Facsimile) 
E-mail: jnhn.buttcr!rr fid.corn 

November 19,2010 

Ms. Ann Cole 
Commission Clerk 
Florida Public Service Commission 
2540 Shumard Oak Blvd. 
Tallahassee, FL 32399-0850 

Re: Docket No. 100001-E1 

Dear Ms. Cole: 

As requested by the Commission Staff, Flori Power & Light Company hereby files the 
original and ten (10) copies of the GPIF Actual Unit Performance Data Schedules (Original 
Sheets 6.202.001 to 6.202.039) covering the month of October 2010. These schedules are being 
filed at the same time but separately from its monthly filing of the A Schedules. 

CON ~ 

GCI, 1.- 
RAD I ! .  
ssc __ 
ADN __ 
OPC __ 
CLK _I 

Copy to All parties of record 



CERTIFICATE OF SERVICE 
Docket No. 100001-E1 

I HEREBY CERTIFY that a true and correct copy of the foregoing has been furnished 
by overnight delivery (*) or United States mail this 19th day of November, 2010, to thc 
following: 

Lisa Bennett, Esq.* 
Division of Legal Services 
Florida Public Service Commission 
2540 Shumard Oak Blvd 
Tallahassee, Florida 32399-0850 
L,BENNETTCL)PSC.STATE.FL.US 

James D. Beasley, Esq 
J. Jeffrey Wahlen, Esq. 
Ausley & McMullen 
Attorneys for Tampa Electric 
P.O. Box 391 
Tallahassee, Florida 32302 
jbeasley~i,auslev.coin 
jwalilen~.!auslcv.com 

John W. McWhirter, Jr., Esq 
McWhirter & Davidson, P.A. 
Attorneys for FIPUG 
P.O. Box 3350 
Tampa, Florida 33602 
jmcwliirter(ir~mac-law.com 

Jeffrey A. Stone, Esq. 
Russell A. Badders, Esq. 
Beggs & Lane 
Attorneys for Gulf Power 
501 Commendencia Street 
Pensacola, FL 32502 
ias(i2heggsl anccorn 
rab6dhe.qslane.cm~ 

J. R. Kelly, Esq. 
Patricia Christensen, Esq. 
Charles Beck, Esq. 
Office of Public Counsel 
c/o The Florida Legislature 
11 1 West Madison Street, Room 81 2 
Tallahassee, Florida 32399 
Kellv.ir~~,leg.state. n.us 
Christciisen.l)atty~leg.statc. tl. LIS 

~- bcck.charles~,leg.state.fl.us 

John T. Bumett, Esq. 
Progress Energy Service Company, LLC 
P.O. Box 14042 
St. Petersburg, Florida 33733-4042 
john.buiiiett~ugninail.com 

Beth Keating, Esq. 
Gunster Firm 
Attorneys for FPUC 
215 So. Monroe St., Suite 618 
Tallahassee, Florida 32301 - 1804 
b l t e a t i n ~ ~ ~ u n s t e r . c o m  

James W. Brew, Esq 
Attorney for White Springs 
Brickfield, Burchette,Ritts & Stone, The P.C 
1025 Thomas Jefferson Street, NW 
Eighth Floor, West Tower 
Washington, DC 2007-5201 
~ewicijbhrslaw.coin 
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Cohert Scheffel Wright, Esq 
lay T. LaVia, 111, Esq 
Young van Assenderp, P.A 
4ttorneys for Florida Retail Federation and 
2ity of Marianna 
225 South Adams Street, Suite 200 
rallahassee, FL 32301 
wright@,yvlaw.net 
1 lavia@,wlaw.net 

Cecilia Bradley, Esq. 
Senior Assistant Attorney General 
Office of the Attorney General 
The Capitol - PLOl 
Tallahassee, FL 32399-1050 
cecilia.hradley@niyfloridalegal .corn 

Karen S. White, Civ USAF 
Allan Jungels, Capt, W A F  
Utility Litigation & Negotiation Team 
Staff Attorney 

139 Barnes Drive, Suite 1 
Tyndall AFB, FL 32403-5317 
Attorneys for the Federal Executive Agencies 
Karen. White@,tyndall.af.mil 
Allan.Jungels~tyntvndall.af.mil 

AFLONJACL-ULT/FLONJACL-ULT 

Jon C. Moyle, Esq. and Vicki Kaufman, Esq. I 
Keefe, Anchors Gordon & Moyle, P.A 
118 N. Gadsden St. 
Tallahassee; FL 32301 
Co-Counsel for FIPUG 
vkaufman@,kagmlaw.com 
jmovle@karmlaw.com 

Michael Barrett 
Division of Legal Services 
Florida Public Service Commission 
2540 Shumard Oak Blvd 
Tallahassee, Florida 32399-0850 
MBARRETT@,PSC.STATE.FL.US 

Patrick K. Wiggins, Esq. 
Attorneys for AFFIRM 
P.O. Drawer 1657 
Tallahassee, FL 32302 
wigglaw@,amail.com 

Fla. Bar No. 283479 
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11/1112010 1037 

ACTUAL PERFORMANCE DATA 

COMPANY FLORIDA POWER AND LIGHT 
FROM Jan-2010 T O  Dec-2-30 

PFh 02 .............. ........... l____--_r_______r______ ~ _ _ _ _ _ _ _ ~ _ _ _ _ . . _ T _ _ _ . - - - -  ,..... ............................................. 
I PIANTIUNIT: FORTMYERS 02 

Mar Apr Jun Jul Aug S P  oct Nov Dec Ytd : ......................... Fe b 1. I Jan -1.. .-.___I_ -!- _ I  -!a! -I -----I!. _!! -1 I.......!..... I. !_ ' ..... ..... .. .. .... ..... ....... .. ...... ....... ........................................................................................................................... , -  #._.I ................ l-:.II:-:.I 99.4 91.4 80.41 94.41 71 31 96.91 96.4 96.4 88.31 94.11 01 01 90.9' .................. .__._I .......................................................... ; r.2.--IPH _ _  .-- _ _ _ _ _  _ _ _ _  
I _ _ _  [ - - - -% 674 7431 7201 7 u 1  724 744J 7441 n o [  7 4  01 o] 7295; 

'1. E&?(%) ...................................................................................... 
............................................................................................................ 

I .................. ... .. ............ .. 

PPOH 

............... ............................................................................... 
OJ 328.27 

I.__ LR PF (Mw) 209.4 221.841 5 5 5 . q  152611 221.4 191.01J p1.4 221.4 01 01 O] 185.38: 

ki3. a _ _ _  [PMOH 3B.04 4.8511 *-37.031 623.81 42.131 153.72J 151271 O[ 195.51 01 O] 1569.32: 

[---&l.84 221. 746.971 511.811 411.531 ........................................................................................... 228.91J 221.841 221.83] o[ ~ 5 . 8 6 1  01 O] 306.92; 

1334----;&?11 13301 13301 1334 l33OJ 13301 1330[ 13301 01 01 1330; 

I_.. OPERBN(MBTU) ............... 1 5080674 4554054 45358191 53573771 44373861 5855209] WJ016CZJ 5872804 5367050[ 5736645L 01 01 52808710' ..................................................................................... _ _ _ _ _ _ _ . '  
I _ _ _  NET ............................................................................................................. GEN 627374 6212081 7321671 5274421 8113021 830753J 8?19,] 745230[ 7953261 01 OJ 7192795: 

' O] 7342; 

OJ 75.8: 

:l.l~ ! _ _ _  -[ ~ ~~---8..~l--.-..- 

I _ _ _  PFOH ............... 9.3~ 115r 7.14 180.731 91.531 g.l~ 8.14 l.s[ 01 01 : 1 - ~ - ~ ~  ...................................................................................... 
,.__ ................ 1-- -'.I.93l .............. 

... ------~~...... ........................................................................ 

;16. .~--. . - - - - ...................................................................................................... 
,17, , _ _ _  [: ............... [ . ~ 6 9 . 0 . 0 j i l ~ ~ ~ ~ ~ ~ ~  ............................................................................... 

............... CIlI ........................................................................................ 77.61 79[ 53.31 84.71 8211 77.4 80.4 01 , - - _  ~---.........-----~---~.- ............................................................................... 
'20. I _ _ _  NPC(MW) ___...._.______ iuq----iiioJ im1 14401 i u o 1  im] iuoJ  1444 i u o [  iwL 01 o] 1440; 

........................................................................................................... 

............................................................................................................ .................................................................... 
............................................................................................................. ,- - - - ;-~ol - -. - - -. ........................................................................ 
............................................................................................................. 

,... ............ .......................................................................................... 
............................................................................................ ... ..................... ..................................... [--- 7364 69.?.--..7-o~2~------- 727j 73021 73171 84131 7214 -----.~~.-...- 7224 72331 7204 72131 01 

............................................................................................ 

ANOHR 3 A + 6 (N.O.F.) 
A =  0 B =  0 

I.............. ............................................................................................................. 
NOrr:UNEr7fSMTAWnENlTlEUNnlSSYNCRONNDTOlTlESYSrrM 

ISSUED B Y  FLORIDA POWER 8 LjGHT CO. 

FILED: 
SUSPENDED 

EFFECTIVE: 
DOCKET NO.: 

ORDER NO.: 



11l11i2010 1037 ORIGINAL SHEET NO. 6202002 

ACTUAL PERFORMANCE DATA 

COMPANY: FLORIDAPOWER AND LIGHT 
FRONI: Jan-2010 T O  Dec.2010 

.................................................................................... 
1 PLANTIUNTT: SCHERER 04 PSG 04 ,.... ............... ..... , .... 

1 Jan Feb--' Ma; od Nov 8 ................................... ............ ................................... ............................. , _ _ _  
11. I _ _ .  [+-&I [:---48:4- OJ 851 94.41 9421 1 0 0 1 - ~ - - 9 5 ~ i J ~ ~ ~ ~ ~ T ~ ~ ~ ~ ~ ~ 9 9 . 9 [  96.31 01 OJ 14.1 ............................................................................................................ .. 
2 1PH 7 4  674 7431 7201 7441 72q 7441 7441 7201 744L 01 01 7295' ................... 1 ........................................................................................... 2 

0 1  01 O J  01 

............ .................................... __.____ _ _ _ _ _ _ _  ______.__.__.. ____.__ ______._ 
... i: -[sH ...............l............ - - - is.64 01 631 680.28L 700.61 724---%;25] 7441 720[ 711.51 01 O] 5406.25; 

OJ 7888.751 ................... .................................... ______._____.. o,. ..... b, ........ or 01 1776.1 ! 

5. [UH 

6. rPOH 384.381 672~ 680r 39.76 01 01 - - - - - - - 01 - - - - -  - - 01 - - - - - - - 
~ - ~ - - - -  

.................................................................................... ................... ....................................................................................... 
.............................................................................................................. ................... ............................................................................... 01 

o[ 32.51 01 

01 4 01 03 

4 36.751 dl ................................................................................................................ 
4. [RSH c . . . ~ . . 3 ~ - . . . . . -  4 4 01 01 6nJ 68.1 39.721 43.41 

, . ; - I - :  ............ L . . ~ ~ . ~ ; 1 I . . ~ ~ ~ ~ . ~ J - - - . . ~ ~ l . ~ . ~ . ~ ~ L . . . . . . . ~ I . . . . . ~ ~ J - ~ . . . . . ~ J . ~ ~ ~ . . ~ . l ~ - - - - ~ ~ L - ~ ~ . ~ ~ ~ L ~ ~ ~ . ~ ~ ~ ~ ~ - - - ~ - J ~ ~ ~ ~ ~ ~ . . '  
(_.. ...................................................................................... 

01 01 36.751 01 o[ 32.51 01 OJ 69.25 
I._. 1:::: ............ CII::I:!l ....................................................................................... 4 01 01 87. FOH ......... 

01 O J  o] 43.4: ................ ............................................................................................ OJ 01 OJ 01 18. ;...I MOH 1 01 ol 01 01 43.41 _ _ _ _ _ _ _ _ _ _ _ -  
.. 

LR PP (MWJ 

,.__ 
115. ;16. -,~ [Nit- ............... c'300-o;;2,.-.-... ................................................................................ 
I_.. OPER BTU (MBN)  5591051 51610341 56261841 5778764 5700341] 6 0 3 1 ~ ~  5816804 5541WL 01 O] 432751621 ........................................................................................................... , _ _ _  ............ 

I . _ _  l---.-g-6-.61---.... , _ _ _  ............ .............................................................................. ;!?-[I::: NOF (%I 4 68.61 91.41 95.41 96.91 96.4 869J-----8~~----..- 96.4 95.7[ 921 01 OJ 94.8 

I_.. NPC (W 884 8821 8691 8691 %,I------- 869[ 8691 01 O] 873: 
........................................................................................................ ,*o. , _ _ _  ,: ............... ,:----~2,---.--. ............................. ............................. 

........................................................................................................... 

,_._ ..................................................................................................................... 
ANOHR=A+B(N.O.F.) ~I A =  0 B =  0 

21. ANOHR EQUATION 

,... ................................................................................................................. ......, 
NOTE; LINE 771s DATA WHEN 7HE UNiTlS SYNCRONRED TO THE SYSTEM 

1 

ISSUED BY. FLORIDA POWER 8 LIGHT CO. 

FILED: 
SUSPENDED: 

EFFECTIVE 
DOCKETNO.: 

ORDER NO.: 





.
.
.
 

I
 

! i I j i ! ~ 

1 I i I 



11/11/2010 1037 ORIGINAL SHEET NO. 6202,005 

- - 1 -  - r -  

ACTUAL PERFORMANCE DATA 

COMPANY: FLORIDA POWER AND LIGHT 
FROM: Jan-2010 TO Dec-2010 

.......................................................................... .........- 
; PLANTIUNTT: NRKEYPOINT 03 ~-------,.------~-------,-------~--..-.-~-------~------ ~---._._-_____--I________ 

PTN 03 _. , - - - - - - - - - - - - -. -1. ';an I Feb I Mar I npr I May I Jun I Jut I Aug I Sep I (xt I NOV I Dec I Ytd j .......................................................................................................................... ............ 

............ 

........... .._________. ... 

....... ..... 

, _ _ _  

, _ _ _  ............ 

, - _ _  

, - _ _  ...................................................................................................................... I '  A =  0 8 =  0 1 

.......................................................................................................................... N O E : U N E i 7 / S  DATA WHENlHEUN~ISSVNCRUNED TOTHESYSTEM 

ANOHR = A +  B (y.0.F.) 

ISSUED BY FLORIDA POWER 8 LIGHT CU. 

FILED 
SUSPENDED 

EFFECTIVE 
DOCKET NO.: 

ORDER NO.: 





.
.
.
 

.. 



1 11/11/2010 1057 

ISSUED B Y  FLORIDA POWER 8 LIGHT CO 

FILED 
SUSPENDED 

EFFECTIVE: 
DOCKET NO.: 
ORDER NO.: 



.__ 

i I ! ! i I I j i I I I j 1 I i I 





11/11/2010 10:57 ORIGINAL SkEET NO. 6.20Zbil 

............... ] OUTAGE 
1 DATE PIPE(1) , ............... 
iO1/23nOIO 1 FFO 

~01/30/2010 1 FMO 
I .. - . . - - . - . . . . , ............... 
~01/3012010 1 PMO 

............... 
I. .............. ............... 

I - - - - - - . . - - - - - - . ........ 
,___..___ ....... 
102/01/2010 1 FMO 

~02/01/2010 1 PMO 

~02/01/2010 1 PMO 

I. - . . - - - - -. . ............... 
I. .............. , -____- . .  ....... 
I ............... ........ 

.. ,..___--- ....... 
~02/08/2010 I FMO 
2 ............... 
~02/08/2010 1 PMO , ............... /...____. ....... 
1JUF&2010 1 PMO 
I.. ............. , ............... 
~02/14/2010 I FMO 
I. .............. 
102/14/2010 1:&--- 
I _ _ _ _ _ - - _  _ _ _  
I - -  - - - - - -  
'02/14R010 1 PMO 
I ............... , ............... 
102/18ROIO I FMO 
I ............... 

- - _ _ _ - - -  ._.__.. 

. - - - - - - 

..... 

, - _  ............. 
~0212212010 1 FMO 
I ............... 
I - - - - - - - -  

( _ _ _ _ _ _ _ _  _ _ _ _ _ _ _  
102/27/2010 1 PFO 

~OZi27ROlO 1 PFO 
I ............... , - - - _ _ - - -  - _____.  
802127i2010 1 FFO 
I ............... 

/======== :=====: 

ACTUAL PERFORMANCE DATA 
COMPANY: FLORIDA POWER AND LIGHT 
From: Jaw201 0 TO: Dee-2010 

PLANT/ UNIT: FORT MYERS 02 PFM 02 

DESCRIPTION ......................................................... 
8.9 r 

27.9 [ 
58 I steamer 1 $p (inlet pressure sensor) .......................... ___..____ ==i=iii===i=--===iiiii=iiiiiii===ii_=i=_l 

141 125 RORI inspection. repiacs expamion joint. off  line wash. I _----.-- _ _ _ _ _ _ - - _  ................... i==iiiiiiii=ii=iiiiii==============~~==~ 
~~~~~ 

27.9 I 
27.9 [ 

9 69 I :mpan oss due lo ccma:lmeit on 26 

71.14 1 ImpaR 1xsdt.e 10 rufa:lmeq! on 28 
...................................................... ......................................................... 
........ . iii,iiiii-ii._ .............................. .............................. 

45.0 I 141 128 RORI inspection. replace expansion joint, off iine wash. 1 
45.0 [ 71.14 Impact loss due to curtailment on 28 

45.0 [ 9.69 Impact loss due to curtailment on 28 

95.0 [ 141 12FCTOUTAGE 

95.0 [ 9.69 1 Impact loss due to wltlilment on 2F 

95.0 I 71.15 1 impactlossduetocurtailmenton2F 

77.2 141 I Za RO 8 R1 BLAOE INSPECTIONS 

77.2 [ 71.15 I Impact loss due to wrtailment on ZA 

77.2 [ 9.69 1 Impact loss due to curtailment on 2A 

8.5 [ 141 12FCTBFPREPAlR 

8.5 [ . 9.69 1 Impact loss due to wrtailment on 2F 

_---.._._._____.__ ................. =;i=iiiiili====i=iiiifii=iiiiiiii===i===--==.-=====~ ............................................................ ...................................................... 
i = = i i i i = - z = = = i i i i l  =iiii=i=i=iiiiiiiii=======iir_========il 

................. 0.5 [ 3 12DRunback 
^......____......____________________i=I ...................................................... 

.............................................................. .................................................... 

.......................................................... ........ T--. . . . . . . - - - - . - . . . - - - - - - - - - - - - - - - - . . . . . .  

................................................................ ................................................. 
r - - - - - - - - -  

.......................................................... ......................................................... 
if=ii===-i===iiii= ====i=iii====ii==i======iiiiiiiii==iJi=l 

.......................................................... ......................................................... 

.......................................................... ......................................................... 

.. ........._...... i=iii=====iiiii=====iiii==i=ii=iiii==_=_ 

....... ......... ................... ........... 7 . .  ................ I 2C RO 8 R1 6 W E  lNSPECT OV 
............................................. 

'1-0i4' '1 141 .......................................................... .... ....r.........,........................................ 

~~ 

1Ci.a I 71.75 1 lnPanlossd;emc~rb'mmior2C ........................................................... .................................... 
.... ........... 

3.9 L 
3.9 [ 
4.9 [l----iil [ZCCTDuplexStrainerGasLeakHl HI HazGasAam 

989 1 lmpaa loss due to cunailment on 2C 

71.15 I Impact loss due to curtailment on 2C 
i=ii===i ii=ii=;z= =iiii=======iiiii===__=ii==iJr=ri=i=iiil 

......................................................... -. . - -. . .......................................... 
I ........................................................ 

(I) FFO - FULL FORCED OUTAGE 
PPO - PARTIAL PLANNED OUTAGE 
PMO - PARTIAL MAINTENANCE OUTAGE 
PO - PLANNED OUTAGE 
PFO - PARTIAL FORCED OUTAGE 
FMO - FULL MAINTENANCE OUTAGE 

FILED 
SUSPENDED: 

EFFECTIVE: 
DOCKET NO.: 

ORDER NO.: 

ISSUED BY: FLORIDAPOWER 8 LIGHTCO, 



11/1112010 10:57 

ACTUAL PERFORWCE DATA 
COMPANY: FLORIDAPOWER AND LIGHT 
From: Jaw2010 To: Dec-2010 

PLANT/ UNIT: FORT MYERS 02 PFM ...- 02 .................................................................... 
OUTAGE 

I DATE ] l W E ( I ) ]  HOURS [ AFEyTED 1 DESCRIPTION ........................................................................ 
4.9 

I . _ _ _ _ _ _ _  ..... 

I......__ 

9.69 Impact ioss due to curtailment on 28 

I _ . _ _ _ _ _ _  
/ - - - - - - - -  

........... 
........ ....... 146.0 I 141 12D CTRIRSG Site Outage I ......................................................... ............... ................................................... 
:03125/2010 I.__..... I PMO ]1---;:3 [ 9.69 ~lmpactlossduetowrtailmenlon2C ............................................................... ................................. 

......................................., ,--....._ ....... ................................................... 
I........ 8031232010 1 PMO ]:---.I4 1 9.69 ~lmpactlossduetocurtailmenton2F ................................................................ ....... ........................................ 

I._._.___ 

142.2 

(1) FFO - F U U  FORCED OUTAGE FILED 
PPO - PARTIAL PLANNED OUTAGE SUSPENDED 
PMO- P m n A L  MAINTENANCE OUTAGE EFFECTIVE 
PO - PLANNED OUTAGE DOCKET NO.: 

ORDER NO.: PFO - PARTIAL FORCED OLITAGE 
FMO - FULL MAINTENANCE OUTAGE 

ISSUED BY: FLORIDA POWER 8 LlGIIT CO. 

ORIGINAL SHEET NO. 6.202.012 



11/11R010 1037 
ACNAL PERFORMANCE DATA 
COMPANY FLORIDAPOWER AND LIGHT 
From: Jan-2010 To: 0%-2010 

,---..--,--..~--- PLANT I UNIT: T.........T....... FORT MYERS 02 PFM 02 . . - - - - - - ................................. 
OUTAGE 

' T DATE 1 TYPE(1) HOURS 1 M%%D ................................ 

, ........ ........ I ........ . -1 :..-I .. 
( . - - - - - - -  .... .............................. .. 

;04/c2/2010 1 PMO I 3 3  I 71 1s .... 8.. ...... 1.-.:...1____ :'.-*=I - - - - - - - - ....... 
141 ............................... .... 

6.8 I 9.69 

W0512010 PFO 6.8 L 71.15 
I - - - - -  - - -  

141 104/05/2010 1; ;i' - 
I . _ _ _ _ _ _ _  _ _ _ _ _ _  . _ _ _ _ _ =  ,-.-...__ ....... 
804/0512010 1 PFO 9.69 
I _  ............................... 

....... 1 .................. 
I ........ 1 _ _ _ _ _ _ _ I  ................. ........ 

7_______,._......r....~.... 

- - - - - - - -. 
. - . - - -. -. 
......... 

141 
I - - - - - -  - -  ....~-..--.--. 
80410512010 l-k;---l---- d Q  9 fiq 
1.. ...... , ............... 
1 - . _ _ _ _ _ _  
~04/0512010 1 PFO 71.15 
,.. ................................. 

~0412212010 PFO 0.3 1 9.69 ......... 1 ....... _ _ _ _ _ _ _ I  , ... .................. .~, , .. ...... 1- - - -  - - - -  

(1) FFO ~ FULL FORCED OUTAGE 
PPO ~ PmnAt. PLANNED OUTAGE 
PMO- P m n w  MAINTENANCE OUTAGE 
PO - PLANNED OUTAGE 
PFO - PARTIAL FORCED OUTAGE 
FMO . FULL MAINTENANCE OUTAGE 

ISSUED BY FLORIDA POWER & LIGHT CO. 

DESCRlPTlON ........................................ ........................................ 
28 CTNRSG ......................................... ........................................ 
2D CTMRSG Site Outage 

ST2 Site Outage 

2C CT lHRSG Site Outage 

2E CTiHRSG Site Outage 

ST1 Siteoutage 

lmpact loss due to curtailment on 2C 

Impact loss due to curtailment on 2E 

2C CT ~ 2A 230 volt string bus protection relay failure. 

Impact k x s  due to wrtailment on 2C 

Impact loss due to Curtailment on X 
28 CT - 2A 230 volt string bm pmtedion relay failure. 

Impact loss due to Curtailment on 28 

Impact loss due to curtailment on 28 

2A CT - 2A 230 wlt string bus protection relay failure. 

Impact loss due to curtailment on 2A 

Impact 10s due to curtaiiment on 2A 

28CT HMI 

Impact loss due to wriailment on 28 

Impact loss due to Curtailment on 28 

STM 1 m i n e  for STM 2 EHC Leak Repairs 

Steam Tmine t 2 LP Admission Stop Vabe EHC Leak 

Steam Turbine # 2 Reduwd Load(SO%) Reheat Stop Valve Fa 

28 CT Change Over to Simple Cycie Unit 

......................................... ........................................ 

......................................... ........................................ 

......................................... ........................................ 

........................................ 
......................................... ........................................ 
......................................... ........................................ 
......................................... ........................................ 
......................................... ........................................ 
......................................... ........................................ 
......................................... ........................................ 
......................................... _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _  
......................................... ........................................ 
..................................... .................................... = = = ~  

......................................... ........................................ 

......................................... ......................................... 

......................................... ........................................ 

......................................... ......................................... 

......................................... ........................................ 

iiiiiiiiiiii==lir=ii====iiisi=_iiiii_ii=~ 

......................................... ......................................... 
~ ......................................... ......................................... 

......................................... ......................................... 

......................................... 
FILED: 

SUSPEND ED: 
EFFECTIVE 

DOCKET NO.: 
ORDER NO.: 

ORiGlNAL SHEET NO. 8202.013 



11/11/2010 1037 
ACNAL PC'C,.O..""' __-_ 
COMPANY: FLORIDA POWER AND LIGHT 
From: Jan-tOqO To: Dec-2010 

P W T  I UNW FORT MYERS 02 PFM 02 

~~~~~ ~. 

........................................................................ 
OUTAGE 

' I _ _ _ _ _ _ . .  DATE ] lYPE(1) ] HOURS [ AF%%D ] 
:05102/2010 I. I PMO ]:---%:i:[ 71.15 1 lmpactldssduetocurtailmemon28 

:05102/2010 1:i'MO- -7i.8 -[ 9.69 Impact Ion due lo Curtailment on 28 
I_....... ............................................................... ,__....__ ....... ................................................. 
105103/2010 1 FMO ]I-'-& [ 141 1 Z F  CTChange Overto SimpleCycle 
I _ _ _ _ _ _ _ _  ................................................................ ..... 
N........ 

DESCRIPTION ..' .............................................................. _.___.__ _ _ _ _ _ _ _  ................................................. 
....................................................................... . - -. . - - - ................................................. 

,.......l ........r.........,................................... 

ORIGINAL SHE7 NO. 6.202.014 

105103t2010 PMO 82.6 I 71.15 1 Impadlossduetocurtailment on 2F ....... ........... ............................................. , ........ 1 1 : 1 

~0510512010 I PMO 

....... ....... 

#........ ,-.._. _.. 

........ ........ 

;O~KXZOIO I PFO I 1.1 I 210 [=steamertrip .............................................. .............................................. 
141 I 2E CT blanking plate ( remove ) .............................................. ............................................... 

,........ I ........ 1 _ _ _ _ _ _ _ _ I  .... 
I - - - - - - - -  

...... 

I--...___ ................................................. 
0.5 r 19 1 ST2 FGT Gas Yard Reaulaior Station Failure 

................... 

.... 

I..._.... 

FILED: 
SUSPENDED: 

EFFECTIVE 
PLANNED ............ OUTAGE DOCKET NO.: 

ORDER NO.: 

L PLANNED OUTAGE 
ENANCE OUTAGE 

:D OUTAGE 

ISSUED BY FLORIDA POWER 8 LIGHT CO. 



1111112010 1037 
ACTUAL PERFORMANCE DATA 
COMPANY: FLORIDA WWERAND LIGHT 
From: Jaw2010 To: Dee-2010 

, - - . - - - - -  ................................................................ PLANTIUNIT: FORTMYERS 02 PFM 02 

OUTAGE 

I ........................................................................ DATE ] T W E ( I ) ]  HOURS [&%ED I DESCRIPTION 

i05/3112010 FFO 15.0 I 141 12E HP SPRAY HEADER CRACK 

105/31/2010 a _ _ _ _ . _ . .  I ~ i ~ O - - - l ~ - - - ~ ~ ~ - [ ~ - - - ~ ~ ~ ~ -  ~ ~ ~ ~ ~ ~ ; d u e I o c u r t a i l m e n t o n Z E  
........ ......................................................... ; ........ 1 _ _ _ . _ _ _ I  ................................. J 

............................................................ ........................................ 

8 - _ . _ _ _ . .  ,._..__._ 

....... .................................................. 
~07/0612010 I _ _ _ _ . . _ .  1 PMO ]:---I;>- 1 71.15 [lmpactlossduetocurtailmenfon2C ! 

(1) FFO - FULL FORCED OUTAGE 
............................................................... 

FILED: 
SUSPENDED: 

EFFECTIVE: 
DOCKET NO.: 

ORDER NO.: 

PPO - PARTIPJ. PLANNED OUTAGE 

PO - PLANNED OUTAGE 
PFO - PARTIAL FORCED OUTAGE 
FMO - FULL MAINTENANCE OUTAGE 

PMO - pmna MAINTENANCE OUTAGE 

ORIGINALSHEETNO. 62Oh15 

ISSUED BY: FLORIDA POWER 8 LIGHT CO. 



ll/11RO10 1057 

A C N A l  PERFORMANCE DATA 
COMPMPI: FLORIDAPOWER AND LIGHT 
From: Jam2010 To: Dee-2010 

I......_. 
I - - - - - - - -  

I... 

, _ . _ _ _ _ _ _  
15.9 

I - - - - - - - -  

'07i17/2010 PMO 
I ........ 1 ....... 

repair 2C SGGACV-3 

/........ 

/ - . . _ _ _ - .  - - - . - - - - 

(1) FFO - FULL FORCED OUTAGE 
PPO - P m n N  PLANNED OUTAGE 
PMO ~ PARTIAL MAINTENANCE OUTAGE 
PO ~ PLANNED OUTAGE 
PFO ~ PARTLU FORCED OUTAGE 
FMO- FULL MAINTENANCE OLITAGE 

ISSUED F(: FLORIDA POWER & LIGHT CO. 

FILED 
SUSPENDED 

EFFECTIVE 
DOCKET NO.: 
ORDER NO,: 

ORIGINAL SHEETNO. 6202016 



ORIGINAL SHEET NO. 6.202.017 11111!2010 1057 

ACTUAL PERFORMANCE DATA 
COMPANY: FLORIDAPOWER AND LIGHT 
From: Jaw2010 To: Doc-2010 

PLANT / UNI% FORT MYERS 02 PFM 02 
. . . ._. ._l_____..  ........................... ................................. ~~~~~~ 

OUTAGE 
I DATE 1 NPE(1) 1 HOURS I A F k T E D  1 ,....____ ....... ................................................. 
03)23/2010 I ........ 1 ======= FFO 1I---ii:I[ 141 12Dauxstopvalvefailure 

&23/2010 1 PFO 1:---;:1 [ 71.15 I lmpactlossduetocurtailmenton2D 
/ ....................................................................... ....... 
In 

DESCRIPTION ........................................................................ 
......................................................... ........ ................................................. 

. - - -. - - - ,.... ........................................................ 
W2312010 I PFO I 8.1 9.69 1 Impactlossdue to curtailmenton2D ...................................................... ....................................................... ,...__... 1 -  ....... 1 _ - - - _  .. 1.... ....... 

.09109120 

10 
,.. ......-........... . 
I _  :o' 
1 _ _ _ _ _  ... 1 _ _ _ _ _ _ _ 1  ..-...--~ 

....................... 1 

80 
I _  
I- 

I l l  

:;0/07/2010 1 FPO 65.3 I 141 128 HRSG Planned Outage 

~1OhJ712010 PPO 65.3 [ 71.15 1 Impact lms due to curtailment on 28 
I.. ..................................................................... .... ,-....-.-,----..- ,.... ................................................... 
~io!amo' 

I _  

I -  .............. I ..................................................... ~ 8 - -  - - - - - -  ........................................................ = - - - = - - = = ~  

C................................................. . ........................................ 

0/03/2010 [ PMO 60.6 I 9.69 1 Impact loss due to curtailment on 2C .............. I.... ............................. : ...... ....... ,..... ................................. ..... ====----------.-........ 

I O  1 PPO 65.3 I 9.69 1 Impact loss due to curtaliment on 2B .. - - - - - - - I  ................................. 1 ................... - - - - 1  ' - - - _ _ _  
(1) FFO - FULL FORCED OUTAGE 

PPO - PARTIAL PLANNED OUTAGE 
PMO - PARTIAL MNNTENANCE OUTAGE 
PO - PLANNI 
PFO - PAR- T V ~  

FMO - FULL MAINTE ~ ~. ._ 

ISSUUI By: FLORIDA POWER B UGHT CO. 

.......... 
FILED 

SUSPENDED: 
EFFECTIVE 



11/11/2010 1057 

ACNAL PERFORMANCE DATA 
COMPANY. FLORIDAPOWER AND LIGHT 
From: Jan-2010 To: Dec-2010 

PLANT! UNTT: FORT MYERS 02 PFM M 

(1) FFO - FULL FORCED OUTAGE 
PPO ~ PARTIAL PLANNED OUTAGE 

PO. PLAVNED OUTAGE 
PFO. PARTIAL FORCED OUTAGE 
FMO. FULL MAlNlFNANCE OUTAGE 

ISSUED BY: FLORIDA POWER X LIGHT CO. 

PMO. p m n m  MBJNTENANCE OUTAGE 

FILED: 
SUSPENDED 

EFFECTIVE: 
DOCKET NO.: 
ORDER NO.: 

OUlGlNAL SHE- NO. 6.M2.018 
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1111112010 1057 
ACNAI. PERFORMANCE DATA 
COMPAW FLORIDAPOWER AND LIGHT 
From: Jan-2010 To: Dec-2010 

PLANTIUNIT: STLUCIE 02 PSL 02 ,__...... ............................................................... 
OUTAGE 

' I........ DATE ] PIPE(1) ] HOURS [ AF!%?ED 1 
~01/0812010 1 PMO 1 38.6 [ 420.69 IG-iEL&ndensatePumpSeal tine010810 

DESCRIlTlON ................................................................. ................................. ................................ 
, . . _ _ _ _ _ _  ........................... ............_ iiiiii=)===i==il====_==l 

, . - - - - - - - 
~04115/2010 ,____._.. 1 FFO 1:--;&5-[ 839 [PSLZ UEL29 MSRReliefValveRepair041510 

- - - - ................................................. 
......................................................... ==--=--=~ ..................................................................... 

11.5 839 1 U2 UEL MFlV repair 042210 ....... ....... ........................................................ J 
=======..== .... 

........ ................ ........ 
042720'C 

~07/1912010 1 PFO 109.8 I 5126 1 U2 UEL2B1 Debris Fiibation System repair 071910 

~09126R010 PFO 92.8 [ 114.52 1 U2 UEL 292 DFS Repair OYZ610 
,....____ _ _ _ _ _ . _ I  ............................................ 1 ............ J ,------. ......................................................... 
8 - - - - - - - -  

........ 1 ....... .......................................................... 

('I) FFO - FULL FORCED OUTAGE 
PPO - pmnr9L PIANNED OUTAGE 
PMO - PARTIAL MNNTENANCE OUTAGE 
PO - PLANNED OUTAGE 
PFO - PARilPL FORCED OUTAGE 
FMO - FULL MNNTENANCE OUTAGE 

ISSUED BY FLORIDA POWER 8 LIGHT CO. 

FILED 
SUSPENDED: 

EFFECTIVE 
DOCKET NO.: 
ORDER NO.: 

OPJGINAL SHEEl NO. 6202.021 



.................................................. ,~~o~~ops ---,--- o;li- 
038 sz at34 E iiun 1 c69 ........................................ 1- J........L....... ........................................ ........ 
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11/11/2010 1057 ORIGIW SHEET NO. 62U2.023 

ACTUAL PERFORMANCE DATA 
COMPANY: FLORIDAPOWER AND LIGHT 
From: Jan-2010 To: D e ~ 2 0 1 0  

PLANT / UNIT: TURKEY POlkT 04 P T N W  ........................................................................ 
OUTAGE 

' I _ _ _ . _ - _ _  DATE ] ................................................................ TIpE(l ) ]  HOURS [ AF?%ED I DESCRIPTION ............................................................................ 

........ 

................ ..................... 

I........ ............................................................................ 

l -  

(1) FFO - FULL FORCED OUTAGE 
PPO - PARTIAL PLANNED OUTAGE 
PMO - PARTIAL MAINTENANCE OUTAGE 
PO ~ PLANNED OUTAGE 
PFO - PARTIAL FORCED OUTAGE 
FMO - FULL MAINTENANCE OUTAGE 

ISSUED B Y  FLORIDAPOWERBLIGHTCO. 

_________ - 

FILED 
SUSPENDED 

EFFECTIVE: 
DOCKET NO.: 

ORDER NO.: 



11/11/2010 1057 

ACTUAL PERFORMANCE DATA 
COMPANY: FLORIDA POWER AND LIGHT 
From: Jan-2010 To: Dec-2010 

ORIGINAL SHEET NO. 6202.024 

PLANT / UNIT MANATEE UNIT 3 CC 03 PM3 03 ,_.--...- ................................................................ 
OUTAGE 

' I _ _ _ _ _ _ _ _  DATE ] ........................ N P E j I ) ]  HOURS [ AFK?TED I DESCRIPTION ............................................................................ 
01116R010 1 FCO 3.2 I 156 3 CTB - GE n e w *  Swlch ( m sseo RFC) 

:0111G11010 ............... PFO 3 2  [ * *425  l _ n p a c l i o s s c ~ . e n , ~ . r t a ' m ~ : g n 3 ~  
................ ........ I.. ......................................................... ............. ............................... 

T - - -  - .  

I ............................. .......... ......... .........................-............................... .................. 
:01118ROlO < PFO 1.8 L 71 1 CT C IP Feedwater reguiator ~ I v e  posmoner replacement I 

h3011010 I _ _ -  1:Fk---1:--l-Ok--[ 146 1OFFLlNE WATERWASH 
........ 1 ....... 1 ......................................... :: ............. : ........ ................................................. 

.................................................................... 

125.2 

/ _ _ . _ . _ _ _  ........ I--------I-----.--- ................................................. 
~02114/2010 I;...--- ~0211412010 FPO 28.5 [ 146 [ OFF LINE WATER WASH ,......._ ............................................................... , - - - - - - - -  
I.._..___ _;===== 
? - - - - - - - -  
~03/01/2010 I..._.... 1 FPO 11-->;:1- [ 146 IOfflineMaterwaSh 

........ ..... .________._______________________ 

.................................................. 
........................ i i n i i i i = = = = i i i = i i i = = = i = J I _ = i i = _ _ _ = = = i i i l  

I _ _ _ _ _ _ _ _  
/ - - - - - - - -  

............... ................................................. 
~O~/OZZOIO /..._.... 1 FPO 11--504.8'[ 146 [tul~piannedoutage 

~M/OZZOIO 1 PPO 1 304.8 [ 114.25 Impact loss due to curtailment on 3D 
I . . . _____  ....... _ _ _ _ _ _ _ =  ................................................. 

114.25 [ impactlOssduetocurtailmenton3A 
/ _ _ _ _ _ _ _ .  ............................................... ===============. 104/06/2010 1 PFO 

~04/0911010 I _ _ _ _ _  1 PPO 1:--;1.6 1 114.25 I ~ ~ p a c t l ~ ~ d u e t o c u r t a i l m e n t o n 3 8  

................................................................ ,..______ ................................................................ 

, . _ _ _ _ _ _ _  __..___ ,-- - - - -~~4- -~- - - - . - . - -  ........................................ 
........ ................................. 

FPO 1:--&>:<:[ 146 I Full PlannedOutage 

146 I Full PlannedOutage 

4 . _ _ _ _ _ - _  ......................... ...................................., ,-....__. ....... - . - - - - - - - ................................. 
.................................................................. ....... ................................................. 

................................................. 

16.4 

(1) FFO- FULL FORCED OUTAGE FILED 
SUSPENDED 

EFFECTNE 
DOtKET NO.: 
ORDER NO.: 

PPO ~ PARTIAL PLANNED OUTAGE 
PMO - PARTIAL MAINTENANCE OLiTAGE 
PO - PLANNED OUTAGE 

FMO- FULL MAINTENANCE OUTAGE 

ISSUED BY FLORIDA POWER 8 LIGHT CO. 

PFO - P m m u  FORCED OUTAGE 

....... ~~~ - 



11/11/2010 1057 

ACTUAL PERFORMANCE DATA 
COMPANY: FLORIDA POWER AND LIGHT 
From: Jan-2010 

PLPNTIUNTT: MANA ,.......,.. ................ 
8 -  - - - -  - - - 

OUTAGE 

' / _ . _ _ _ _ _ _  DATE 1 TYPE(1) HOURS I AF!%ED ........................ ................................... 

.... 1 ........ ........ 1-1~-1...1.... ........ ':-:-=I ......... 
I___. .___ ................................... 
~04/24/2010 I FFO 59.0 I 457 
I ............... I .................. ................................... 

, ..... .:.I. :..: _ _ - I  ... 
805124,2010 1 PPO 114.25 

L ..... ,.___..._ ....... ......... 
1......._ , ................-.................. 

146 

;07/07/2010 I _ _  1 PMO ]:-:&.-[ 114.25 

457 

_..____ 

.............................. ....... 
/.....___ ................................... 
:07/09/2010 I._...... 1 . . _ _ _ _ _ I  FFO 2.3 I 146 .................. 

....... I . . . . .  ...,........ ................................... .. 

1 _ _ _ _  .... 1.. ..... 1. .................. ................................... 
1.7 457 ..... ...... 

I - - - - - - - -  

(-....___ .................................... 
~09/0712010 I . _ _ _ _ _ _ _  1 _ _ _ _ . _ _ I  PMO .... 55.7 I 114.25 

109/13/2010 
I _ . _ _ _ _ _ _  /._...... ..................... 1 :- - - ;>- [:--"'56' 
I - - - - - - - -  

I__...... ................................... 
42.1 11425 ......... - . - - - - - -. ~09/24/2010 1 PMO 

'10/11/2010 1 FMO 
#_.c.___. 

(1) FFO - FULL FORCED OUTAGE 
PPO . P A R W  PLANNED OUTAGE 
PMO - PARTIAL MAINTENANCE OUTAGE 
PO ~ PLANNED OUTAGE 
PFO - PARTIAL FORCED OUTAGE 
FMO - FULL MAINTENANCE OUTAGE 

To: Dee-2010 

EUNIT3CC 03 PM3 03 ........................................ 

DESCRIPTION ........................................ ........................................ 
Impact loss due to curlailment an 39 

full planned 
........................................ ........................................ 
........................................ ........................................ 
Iffpan loss c,e lo wrta'lnerr on 3C 

Task.& Reneat Slop Valves Fa'& to Open 
........................................ ........................................ 
....................................... ........................................ 
Toshiba Reheat Stop Valves Failed to Open 

Offline Water Wash 

Impact loss due to curtailment on 3C 

Offine Water Wash 

Impact io= due to curtailment on 38 

CTwhee space inspection 

lm& loss due to wlrtailment on 30 

3ST Trip 

........................................ ........................................ 

........................................ ._._._.__________.______________________ 

........................................ ........................................ 

........................................................ ........................ 

........................................ ........................................ 

........................................ ........................................ 

........................................ ........................................ 

........................................ ........................................ 
38 r i p  on loss of Steam Turbine see "M320:02662 

PMT 38 UMM l a  e - BFP !4otor Fa'lea 
...................................... ....................................... 
........................................ ........................................ 
Impact loss due to curtailment on 38 

thermocouple changeout 

Impact 1055 due to curtailment on 38 

P M l 3  ST Trip 

........................................ ........................................ 

........................................ ........................................ 

........................................ ........................................ 

........................................ ........................................ 
ww a PT fuse change out 

impact loss due to artailment on 3A 
........................................ ........................................ 
........................................ ........................................ ~~ ~ ~ ~~ 

38 IP level positionerfailure ........................................ ........................................ 
Off-line Water Wash ........................................ ........................................ 
Impact loss due to curtailment on 3D 

Off-Line Water Wash 
........................................ ........................................ 
........................................ 

FILED: 
SUSPENDED: 

EFFECTIVE 
DOCKET NO.: 
ORDER NO.: 

ORIGINALSHEEF NO. 6.202.025 

ISSUED By: FLORIDA POWER 8 LIGHT CO. 



(1) FFO ~ FULL FORCED OUTAGE 
PPO ~ PARTIAL PLANNED OUTAGE 
PMO - pmniu MAINTCNANCE OUTAGE 
PO - PLANNED OUTAGE 
PFO. PARTIAL FORCED OUTAGE 
FMO. F U U  MAINTENAWE OUTAGE 

FILED 
SUSPENDED 

EFFECTIVE 
DOCKET NO.: 

ORDER NO.: 

ORIGINAL SHEET NO. 6202026 

S S U U )  B Y  FLORIDAPOWERZ LIGHTCO. 

.. . -__ ~~~ ..__~ 



11/11/2010 10:57 

ACTUAL PERFORMANCE DATA 
C O M P M  FLORIDAPOWER AND UGHT 
From: Jan-2010 To: Dee2010 

P M T  / UNIT! MARTlNYNlT 8 08 PM8 08 , - - - - - - - -  
OUTAGE 

I.....__. ........................................ 
, #  

1.7 
I _ _ _ _ _ _ _ _  ............... , .___ -1~7--~ _ _  - ~l-~.-~s.-~- - _ _  .................................... 
~0111012010 1 PFO lmoad 10s due to artailment an RB 
I ........... ........ 1 . . . : - - . 1 . . . -  ....,........ :-:..I.. ................................................. .......... I ..................-.......... ..................... 
;0:/102010 1 FSO 3.9 [ 142 I 85 Mssea RW contnuation * ......................................................................... ........................................................................ 
~01/1012010 1 PFO 3.9 L 115.75 1 Impact loss due to curtatlment on 88 
I ............... I ................................ : ....................... J ............................................................................ 
'01/142010 1 FMO 4.3 I 1L2 I 8C CT MSO.ACOMVERTE9(S) RGPLACFMEVT ............... I ....................................................... ........ ..... 

........................................................................... 
:01/1412010 I FMO I 33.3 I 142 ! S A  SNOW 

;01R112010 FFO 5 2  I 142 1 88 CT ATOMIZING AIR HIGH TEMP 

10112112010 PFO 5.2 [ 115.75 I Impadloss due to curtailment on 88 

101/21/2010 I _ _ _ _ _ _ _ _  1 FFO 1:--23:*-[ 142 ~88CTATOMlZlNGAIRHlGHTEMP 

~01RlR010 1 PFO [ 115.75 \ Impactlossduetocurtailmenton88 

....... ......................................................... /......._I , 1 ................................................. 
/ _ . _ _ _ _ _ _  ............................................................... /.___..._ ....... ................................................. 

I - - - - - - - -  

#_......_ .. z . . . .  ......................................................... 
......................................................... - _______.. _._____-________________________________ 

....... 
I . _ . _ _ _ _ _  ......... ................................. 

8DCT Gff-tine Waterwash 

,_._..... ....... .................................................. 
I.__._.__ ............................................................... ,-._.._.. ....... .................................................. '01/2912010 1 FFO 1:---.14- [ 
:01129ROIO I _  1 PFO 1:---.:4- [ 115.75 I lmpadlossduetocurtailmenton8D 

~0112912010 FMO 78.3 [ 142 1 88 CT MOF/AA COOLER OirrAGE 

142 1 PMG 80 Missed RFC 

....................................................................... ~----.---*------.-. . - . - - - - - ................................................. 
I _  ...................................................................... 

FILED: (1) FFO- FULLFORCED OUTAGE 
PPO. PARTIAL P M N E D  OUTAGE 
PMO- PARTIAL MAlhTENAWE OUTAGE 
PO. PLANNED OUTAGE 
PFO ~ PMTIAL FORCED OUTAGE 
FMO. FULL YAJNTENAVCE OUTAGE 

DOCKET NO.: 
ORDER NO.: 

ISSUED BY FLORIDA POWER X LIGHT CO. 

~ ..... ~ .... 

ORIGINAL SHEET NO. 6.202.027 
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11/1112010 1057 

ACTUAL PERFORMANCE DATA 
COMPANY: FLORIDA WWER AND LIGHT 
From: Jaw2010 To: DeG2010 

PUWTlUNIT: MARTIN-UNIT8 08 PM8 08 ............................................................................ 

ORIGINAL SHEFT NO. 6.202029 

OUTAGE 
~ DATE TYPE(1) HOURS 1 A F k z E D  1 DESCRlPTlON ........................................................................ ................................................................. 

175.1 1 142 18D CTMRSG Boiler Feed Pump replacement ,.._..... ....... I ........................................................ I h4/16/2010 1 FMO ................................................. 
115.75 lmpactlossduetocunailmenton8D ........ 

_.-..-_- _ _ _ _ _ _ _  .................................................. 
10412312010 I _  1 PMO ):---li;i 1 115.75 lmpactlossduetocurtaiimenton8A ....................................................................... ........................................ 

I _ . _ _ _ _ _ _  

/....____ .._.___.._.._..____.____iiii__l===iii=ii ,______..  ....... .................................. 
~0510912010 I PMO 1:---5iIO- [ 115.75 1 lmpactlossduetocuitailmenton8B 

3.9 I 46? 1 8X Main Steam Turbine Trip Due To NO Condensate Pump I 

I_...__.. ............................................................... ............................................................................ 

....... ......................................................... I ........ : ...... 

____.______________._____________ I _ _ _ _  , _ _ _ _ _ _ _ _  ........................ 
*05l26/2010 1 PMO 1 24.7 [1 115.75 Ilmpadk;sdue (0 cultaiimemon 8B 
I_.__.... ............................................................... ....... .. 

I - _ _ _  , - _ _ _ _ _ _ _  _ _ _ _ _ _ _  .................................................. 
'0612112010 I PFO ]:---i:4- [ 52 ~lmpactlossduetocurtailmenton8E 

I _ _ _ _ _ _ _ .  . _ _ _ _ _ _ _ _ _  iiiiiiiiil=i==iiii=iiiiiii==iiii==_=iiil 

10612112010 IzF;g---1:---ii [ 52 I impactlossduetowltailmenton8E 

10612112010 1 PFO 1 272 1 Circulating WaterPumpIETtip 

............................................................... ................................................. 1 lmpad loss due to curtailment on 8E 
I - - - - - - - -  

I - _ _ _ _ _ _ _  ............................................................... 
, - - _ _ _ . _ _  _ - _ _ _ _ _  .................................................. 
I - _  ...................................................................... 
(1) FFO - FULL FORCED OUTAGE 

PPO- pmnm PLANNED OUTAGE 
PMO - PARTIAL MAJNTENANCE OUTAGE 
PO -PLANNED OUTAGE 
PFO - PARTIAL FORCED OUTAGE 
FMO - F U U  MAINTENANCE OUTAGE 

ISSUED BY: FLORDA POWER a LIGHTCO. 

FILED: 
SUSPENDED: 

EFFECTNE: 
DOCKET NO.: 

ORDER NO.: 



11/11IZ010 1057 

ACNAL PERFORMANCE DATA 
COMPANY FLORIDAPOWER AND LIGHT 
From: Jan-2010 To: Dec-M10 

P M  / UNI'C MARTIN-UNIT 8 oa PM8 08 . - . - - - - ,. ......,........r.........,.......................................- 
OUTAGE 

........................ ........................................, ' I _ _ _ _ _ _ . .  DATE 1 NPE(1) I HOURS -1 AFLTTED I DESCRIPTION .................................. 

,....._.. ............................................................................ 
~06/24R010 / _ _ _  1 FFO 9.1 I 142 18DCTTrip 

10612412010 I 1 PFO 1:---9:1::[ 115.75 1 lmpacllossduetocurtailmenlon8D 

~06125f2010 I . . _ _ _ _ _ _  1 FFO 1:---2.> 1 142 l ~ - ~ ~ ~ ~ l P  

..... _ _ _ _ _ _ _ I  ......... : ................ : .............................. ; ............... ................................................. 
........................................................................ ............... ......... ................................. 

............................................................... ......... 

I . _ _ _ _ _ _ .  ............... .................................................. 
:07/07/2010 1 PFO ]y---irQ- 1 115.75 I lmpadlossdueMcunailmenton8A 

I.....___ ======= ================ ~07/16/2010 I FFO 11--1-2>- 

10711612010 1 PFO 1:'-1-&.5- [ 115.75 1 lmpacllossduelocvrtailmenton8D 

1:---iIi:[ 142 l8CCTEFORdueloHP WRegBlockValvestuckdosed. I ~0712112010 1 FFO 

I... ..................................................................... ._______ _ _ _ _ _ _ _  ........................................ 
........ .................................. 

I..__._._ ............................................................... ............... ................................................. 
......................................................................... ................................. 

loss due lo wrtailmenton 8E 
N........ ...... 

1.7 

........ l.... .......................................................... 
~10/02/2010 FFO 0.9 I 142 1 8D CTTnp Due to Solar CRH Valve Tuning 
I _  ........................................................... = =========~ , .___  

RLED: 
SUSPENDED 

EFFECTIVE 
DOCKET NO.: 

ORDER NO.: 

(1) FFO ~ FULL FORCED OUTAGE 
PPO - P m n m  PLANNED OUTAGE 
PMO - PARTLAL MAINTENANCE OUTAGE 
PO - PLANNED OUTAGE 
PFO ~ PART!AL FORCED OUTAGE 
FMO - FULL MAINTENANCE OUTAGE 

ISSUED BY: FLORIDA POWER 8 LlGHl CO. 

ORIGINAL SHEET NO. 6.202.050 



l l / l lRO10 1057 ORIGINN. SHEET NO. 6.202.031 

~ DATE ........ -. - - - - - 
:10/13/2010 ......... - - - - - - . - 
~10/15/2010 

~10/15/2010 
I ........ ........ 

11012812010 

81 0/2812010 
1. ....... 

ACNAL PERFORMPACE DATA 
COMPPNY FLORIDAPOWER AND LIGHT 
From: Jan-2010 TO: Deem10 

PLANT I UNIT: MARTIN-UNIT 8 08 PM8 08 . - - - - - - ,. .......................................................... 
%E] HOURS I AF!%D DESCRIPTION ................................................................ ................................................................... 

105.2 I 115.75 1 Impactlossdueto curtailmenton8A 

PFO 31 Impact loss due to cumilment on 8D 
....... .................. ....... .. ......... PPO 1 iiil===iiiiiiiiil===i=iiiiijiiiii==iiij 1 

PFO 

FFO 

PFO 

PFO 

(1) FFO ~ FULL FORCED OUTAGE 
PPO - PARTIAL PLANNED OUTAGE 
PMO ~ PARTW MAINTENANCE OUTAGE 
PO. PLANNED OUTAGE 
PFO ~ PARTIAL FORCED OUTAGE 
FMO - FULL MAJNTENANCEOUTAGE 

ISSUED BY: FLORIDA POWER 8 LIGHT CO. 

FILED 
SUSPENDED: 

EFFECTIVE 
DOCKET NO.: 
ORDER NO.: 



11/11~010 1037 

ACTUAL PERFORMANCE DATA 
COMPANY FLORIDA POWER AND LIGHT 
From: Jan-2010 To: Dfs-2010 

PLANT/ UNTT: SANFORD 4 a 5 cc 04 PSR 04 ........ ,.......,........r.--------~.~.....-----....~....~~~~~~........~~.~~ 

ORIGINAL SHEET NO, 6.232.032 

OUTAGE : DATE DESCRlPllON ............................................................................ 
~01/09/2010 1 PFO 0.1 [ 48.12 1 Impact loss due to cultailment on 4A 

:Oii09L?O10 I . _ _ _ _ _ _ _  1 ======= PFO 1I---iIy [ 106 [4ANnbackdueIoIPfeed~terbl&valve faileddosed I 
:01L?1R010 I__-..... 1 N O  1:-->;>--[ 142 14AOFFFORBOROSCPE BLADE INSPECTION 

:01L?IL?O10 1 PMO 1 20.4 1 79.25 I Impact loss due to curtailment on 4A 

/ _ . _ . _ _ _ _  _____._I ................................. : ....................... ; ............... .................................................. 
......................................................... ........ ................................................. 

................................................................ ........................................................................ 
I . _ _ _ _ _ _ .  ................................................................. ........................................ 
I_.__..__ ............................................................................ 
02/C5.'2010 I PFO 18.4 I 79.25 Impact 1055 due 13 cmi'men:on 4A ............. ............................. 1 ........................ ................................................. 

.. [ 79.25 1lmpadiozsdueiocunaimen:on~A .................................................... ............................................................................ 
~031212010 I FPO 606.3 142 14A HRSG INSPECTION ,______.. ....... I ........................................................ 1 ........................................ 
1.._.__.. 

............................................................................ 
03.12'2310 [ FPO ........... ..I .................................... TJRB NE Pl?.NG REPLACEMENT ............... . - - - - . - . . ............................... 
331122010 1 FPO 1:'-&29-[ 142 1iCdRiGl-NSPECT;ON ....................................................................... 
103/12/2010 1 FPO 602.9 I 142 148 HRSG INSPECTION 
I__...___ ....... I .................................. : ...................... 1 ....... 
I _ _ _ _ _ _ . .  ................................. 

14.9 , _ _ _ _ _ _ _ _  __..___ .................................................. 
:04/07/2010 I _ _ . _ _ _ _ _  1 FFO ]:'--G:i 1 142 ~4BCTOFFDUETOFlREINSTEAMTURBlNE 

'04/07/2010 1 FFO 1:---i3i--[ 317 PSRdSTTripiFire 
................................................................ , ............... ................................................. 

I _ _ _  .................................................................... 
I---  - - - -  - 

/ _ _  ............................................................................. 
'04/23/2CIO PIA0 '2 3 7925 I : ~ p a n  o s  due to wltailmem or ZC 

05102L?OlO 1 FFO 
............... .............. .............................................................. .. ............................................. 

142 [ CB RFC cehyeo L e  10 bol:lerfeeo pJmp Oreaker ....................................................................... 
(1) FFO - FULL FORCED OUTAGE 

PPO - PARTIAL PLANNED OUTAGE 
PMO. PARTIAL MAlhlENANCE OUTAGE 
PO. PlANhED OUTAGE 
PFO - PARTIAL FORCED OUTAGE 
FMO - FULL MAlNTENbNCC OUTAGE 

ISSUED BY: FLORIDA POWER a LIGHT co. 

FILED 
SUSPENDED: 

EFFECTIVE: 
DOCKET NO.: 
ORDER NO.: 



11/11/2010 1057 
ACNAL PERFORMANCE DATA 
COMPPINY: FLORIDA POWER AND LIGHT 
From: Jam2010 TO: Dec-mi0 

PLANT I UNIT: SANFORD 4 8 5 CC 04 PSR W , ........................................................................... 
OUTAGE 

~ DATE I lYPE(1) 1 HOURS 1 A F K T E D  I DESCRlPllON ........................................................................ ......... .................................. 
. . . . . . . . . . . . . . . . . . . . . .  

FMO INTERCEPTVALVE R I ,___..... .................................... . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . .  
:0710212013 FMO 37.3 1 142 I PSR4C CFF FOR COMPXESSOR WASH ........ I ....... I .................. ......__ ____iiiiiiii=iiii2__ ==.. iiii___l ......... 

......................................................................... 
loss oJe 10 am' m m o c  4A ............................ . ..... ... ......... ................................. 08122'2310 PFO I 5.5 

08Q.512310 FMO 
. - - - - . . - 
... 

23.6 
I.._..... = = = = ~ = = = =  

I..._.... ........................................ iiii=I===iis=iiiii=iiii_ 

............................................................... 
:O~/WROIO I PMO 1 23.6 [ 7925 I impact loss due to utailment on 48 

~~~~~~~ ~~~~~ ~ 

52.6 I 79.25 I lmpaa bss d ~ e  to urn! menton 4A ............... ................................. : ........................ 101062010 1 PMO 

1C/1312010 1 FMO 1 . '54.0 [ 142 1 PSR CC OF' iOR SLADE IhSPECTIO'IS 
..................................................... .............. 

iiiiiiii_ i i _ = _  = _ _ _ _  . = = = _  -iiil::r.-=::i.iiii .i....iiiiii.iiiiii...... =..... ....... =. = .  .... 

[I) FFO - FULL FORCED OUTAGE 
PPO - P A W  PLANhED OUTAGE 
PMO- PARTIAL MAJNTEhANCE DUTAGE 
PO - PUNNED OUTAGE 
PFO- PART.AL FORCED OUTAGE 
FMO. FULL MAJhTENANCE OUTAGE 

ISSUED BY: FLORIDA POWER a LIGHT co. 

FILED 
SUSPENDED: 

EFFECT N E 
DOCKET NO.: 

ORDER NO.: 

ORIGINAL SHEET NO, 6M2.033 

.. .. 1 . . .  . 



ORIGINAL SHEET NO. 6202.034 11/11/2010 10:57 

-. -. - - -, 
' DATE TYPE11 , _ . _ . _ _ _ -  ___.__ 
~01/03/2010 I FFO 

~01/0312010 1 PFO 

~ ........ J ...... 
, ,.___.... .............. ...... 

~01/07/2010 1 PFO 
I .............. ............... 
~01/09/2010 1 FFO 

~01/1712010 , 1:%0-- 
, .............. - - - - - - - - 
............. ................ 

ACTUAL PERFORMANCE DATA 
COMPANY: FLORIDA POWER AND LIGHT 
From: Jan-201 0 To: Dec-2010 

PLANT I UNIT SANFORD 4 a 5 cc os ,............... .................. PSR 05 
- - - - - - - - 7  -. 

DESCRIPTION 
(W 

......................................................... ................. ................................. HOURS I AFFECTED 1 
21.3 [ 
21.3 I 
14.1 [ 142 5C CTTripped due to PMl position diff error when unit* mc 

14.1 [ 
2.7 [ 
0.1 [ 142 5A Generator breaker openned on 1 0 s  of steam pam 

0.1 1 78.75 1 Impact lm due to curtailment on 5A 

6.3 [ 142 I 5A IBH not functioning during slariup 

6.3 78.75 1 Impact loss due to Curtailmenl on 5A 

142 1giPped , Low drum level ACV-408 sticking shut ................................................................. ................................................ 
78.75 I Impact Ims due to curtailment on 50 

78.75 1 Impact 10s due to Curtailment on 5~ 

.......................................................... ......................................................... 

......................................................... ......................................................... 

.......................................................... ......................................................... 
315 1 SSThipped while performing Pushbutton Simulated Trip Test I .......................................................... ......................................................... 

ii;ii===-========i ii=iijjiiiiii=3==s=iiiiiijiiiiilii=iiiil 

.......................................................... ......................................................... 

.......................................................... ......................................................... 

.......................................................... ........................................................... 
0.6 1 
0.6 78.75 .rroadlOssd~etocum'menton58 

142 1 58 mpned ourins SiL Perm a ive I sue  ......................................................... .......................................................... 

................... L ....................................... .... 
O ~ R  I 315 I SST,late RFC. RSVl stu& .~. . . . . . .  .I. ... .:----L::. ::-. . - 7 ' .  ... -I-.--. ...................... ........................................................ 
30.5 [ 142 1 58 OFF FOR RO BMDE hSPEClTON .......................................................... ........................................................... 
30.5 I 78.75 1 Impact loss due to wrtailment on 58 .......................................................... ........................................................... 
6.0 1 342 58 BFP Drearer came stamp tilure 

6 c 1 78.75 1 .mwu loss aue to cum menton 5B 
.................. I ....................................... : ....... ............................................... 

......................................................... .......................................................... 
51.3 1 
51.3 

25.7 [ 
25.7 

0.6 

3.0 [ 
3.0 1 
1.8 [ 

142 1 5 D  OFF FOR COMPRESSOR WASH 

142 1 5 5  OFF FOR COMPRESSOR WASH 

.......................................................... ................. ................................. 
78.75 1 ~ ~ ~ ~ ~ ~ & d u e t o  Curtailment on 50 

78.75 Ijii&i &s due to curtailment on 58 

....................................... ................., ......................................................... 

.......................................................... ................. ................................. 

......................................................... ......................................................... 
315 1 PSR 5 Missed RFC DW to "DX" alarm on panelmate 

142 [ 58 lwf low BFP and 1055 of steam path on SiU 

142 l5-4%1 to 41AC2 Transfer Failure 

.......................................................... ......................................................... 

......................................................... ......................................................... 
78.75 1 Impact loss due to artailment on 50 .......................................................... ................. .................................. 

......................................................... 
(1) FFO- FULLFORCED OUTAGE 

PPO ~ PARTIAL PLANNED OUTAGE 
PMO- P A R W  MAINTENANCE OUTAGE 
PO -PLANNED OUTAGE 
PFO . PARTIAL FORCED OUTAGE 
FMO- FULL MAINTENANCE OUTAGE 

ISSUED By: FLORIDA POWER 8 LIGHT CO. 

- -. - 

FILED 
SUSPENDED 

EFFECTIVE 
DOCK- NO.: 

ORDER NO.: 



11/11/2010 10:57 

,........,.........,.. PLANT/ UNIT SANFORD 4 ............ 8 5 CC 05 

1MWl 

ORIGINAL SHEET NO. 6.202035 

........ 
1 ,KG 

' DATE NPE(1 
~ ........ J ...... 
102111R010 I.. I;;.. - 

............... 
~02/10/2010 1 PFO 
I .............. ........ 
........... .............. 

~02/11/2010 1 PMO 
I . - - - - - -. - - - - -. ........ 

- - - - - - - - - -. . -. 
:02/12.@010 1 PFO 

:02/17/2010 1 FFO 

~02/17/2010 I 1:&6'' 
/02/17/2010 I I:%O-. 

t02/17/2010 1 PFO 

, ............... .............. 
I .............. ........ 
............. . - - - - - - - 
............. ,_ - - - - - - - - - - - -. 

1 .............. 

, - - - - - . . - - - - - -. 
I .............. 10212212010 1 FMO - - - - -. . - 
:02/24/2010 I 1: &-. 
62/24/2010 1:kO 

'OZ24/2010 <. I:.%" 
802/24/2010 I 1:iFO-- 

h2124/2010 1 PFO 

803/08/2010 1>&-' 

........ _ _ _ =  ~ 

I ^ - - - - - - -  

< - - - - - - - -  
r.. ........... 

........... 
I - - - - - - - -  

............ . - - - . - - - . - - - -. 
, - - - - - . - - . - - - - ,  
I - - - - - - - -  

I. - - -. - - - - - - - ......... ...... 
, ........ ..... . - - - - -. - . -. - - . 
)03/10/2010 I FFO 

~03/10/2010 1 PFO 
.............. , .............. 

PSR 05 ____._..__ 

HOURS 1 AF~EC~-ED J DESCRIPTION ......................................................... ......................................................... 
1.8 [ 

23.6 [ 
23.6 1 
0.1 [ 
0.1 [ 
4.7 [ 
4.7 1 
0.9 [ 
0.9 [ 
33.8 [ 
292 I 
29.8 [ 
0.9 [ 142 58 CT HP Steam Pam Blocked 

2.7 1 
2.7 [ 
2.1 [ 

78.75 I Impact loss due to antailment on 5D 

142 15D off for troubleshooting 89SS 

78.75 l & p ~ ~ k s  due to curtailment on 5D 

142 [ 5C tripped. Fuse pulled on m n g  unit 

78.75 I Impact 1055 due to curtailment on 5C 

142 I 5 C  generator breaker opened on reverse power 

78.75 1 Impact loss due to curtailment on 5C 

142 I 5Ct1ipped during startup on blocked steam paih 

78.75 lj&i &s dueto curtdilmenton 5C 

315 [ 5ST OFF FOR PROTECTION AND CONTROL WORK 

142 1 SA OFF FOR PROCTECTION AND CONIROL WORK 

142 1% OFF TO WORK ON GAS ORIFICE 

142 [ PSR5D Compressor Bleed Valve CLOSED - Missed RFC 

78.75 I lmpau loss due to Curtaiiment on 50 

142 \y iR-5- i iCI  issues- Missed RFC 

............................................................... __ .................................................. 

.......................................................... .______. ____.____ .................................. 

.................. _....._-...................................I ................................................... 

................................... . . . . . . . . . . . . . . . . . . . . . . . . . . . .  .... ............................................. 

.............................................................. __ .................................................. 

......................................................... ......................................................... 

.......................................................... ......................................................... 

......................................................... ................. .................................. 

.............................................. _..iii)_.-.-r ................................................. 
1 
1 

............................. .................................. _...iiiii === .... ===.... ..=..===.. i.-__ 

ii=-.ii--)__._...___ ................... ......iii..=....=.... ..=........ < .............................. 
.......................................................... ......................................................... 
......................................................... ......................................................... 

I .......................................... .............................. = ....................................... 
.......................................................... ____.___ _____..-_ ................................. 
......................................... = ====.-.-.-======--= ........................................... 

2.1 I 78.75 I !mpm loss due m c u e  :nent on 5C ......................................................... ......................................................... 
23.4 I 142 I Ur't5CoHfo'LCIirOLbnhaotlnS ........................................................... .... 
23.4 1 
0.2 

0.2 [ 

78.75 1 Impact 105s due to antailment on 5C 

78.75 I Impact loss due to curtailment on 5C 

.......................................................... ......................................................... 
142 1 5C missed RFC on 3/10/10 .......................................................... ......................................................... 

................................................................. __ ................................................. ~~ ~~~~~ 

30 0 [ 
30.0 [ 

142 153 TO REPAIR NLET BLEED VALVE ......................................................... ...................................................... 
78.75 I Impact loss dLe to umlmer.1 on 53 ......................................................... .......................................................... 

17.3 1 142 1 SA OFFTO REPAIR EXPANSION JOINT .......................................................... 
(1) FFO - FULL FORCED OUTAGE 

PPO - PARTIAL PLANNED OUTAGE 

PFO ~ P m n x  FORCED OUTAGE 

PMO - PARTIAL MAINTENANCE OUTAGE 
PO-PLANNED OUTAGE 

FMO ~ FULL MAINTENANCE OUTAGE 

ISSUED B Y  FLORIDA POWER 8 LIGHT CO. 

FILED: 
SUSPENDED: 

EFFECTIVE 
DOCKET NO.: 
ORDER NO.: 
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ll/llROlQ 10:57 

ACTUAL PERFORMANCE DATA 
COMPANY: FLORIDAPOWER AND LIGHT 
From: Jan-2010 To: Dee2010 

PLANTIUNIT: SANFORD485CC 05 PSR 05 ...................................................................... 
OUTAGE 

ATE ] TWE( l ) ]  HOURS [ AFk%D I DESCRIPTION ...................................................................... 
......l.. ................................................................. 

: n  

~0612512010 I ........ 1 . _ . ^ _ _ . I  PMO 48.9 I 78.75 llmpactlosdut ............................ ............................................... 

&/13nOlO 1 PFO 

:06/25/2010 I _ _ _ _ _ _ _ _  1 FMO 1 48.9 [ 142 lPSR5BOFFFORHRHEXPJOlNTREPAlR 

6.7 I 78.75 1 lmpad loss due to wrtailment on 5B 
I......._ ....... I .................. ___.__._.____..: .................. :..::1 ........................................................................ 

................................................................. . ............................... ............................................ 
? to curtailmm on 58 .............................. 

:06/2712010 I FMO ,.-... .......... , . _ _ _ _ _ _ _  ....... 
8 _ _ _ _ . - _ -  
806/27/2010 1 PMO ........................................ 

I _ _ _ _ _ _ _ _  ,---_-... 
___........________~ 

i07/05~0'~ 1 p ~ o  - 1 ~1.3- =I_ ~8:7:- 1 p p a c t l o ~ s ~ ~ ~ j - ~ ' u r t ; i . ~  ~ 

--z-- - - -  - -  ' 
, ............... ........................ 
107/1012010 1 FFO 1:- -12.4 [ 142 1 5 D  missed RFC due to the inside GMd not fully closing ~ 

I._...... ,...... ..1..........................,........................................ ............................................................... 

I ........ L ...... ..... -4. ......... L . : ..... : .. -:~: ......................................................... 
m e m  on bu ......................... ......................... 

iimem on au , ,  _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ - - - - ~  ......................... 
)FFLINE COMPRESSOR WASH .................................... .................................... 

........ -, - - . -,- _ _ _ _ _  ~- -~ - ~ - ~ - ~ . - - ~ - I  ............................ ., --- --  - - _- - ........ L: ... ::. . , ..... ......... ................................. 
0712912010 1 PFO 78.75 1 :&ci I,; due io wrailmem on 5~ ........................................................................ ......... ,... . . . . l . . . . . . . . r . . . . . . . . . , . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . .  

'I811312010 I PPO 0.6 I 78 75 I Impact loss d ~ e  to wrta I m m  on 5D ............... 1. .................................................. ................................ 

(1) FFO - FULL FORCED OUTAGE 
PPO - PARTIAL PLANNED OUTAGE 
PMO - PARTLZL MNNTENANCE OUTAGE 
PO- P M N E D  OUTAGE 

FMO ~ FULL MAINTENANCE OUTAGE 
PFO - pmna FORCED OUTAGE 

FILED 
SUSPENDED: 

EFFECTNE: 
DOCKET NO.: 

ORDER NO.: 

ISSUED BY FLORIDA POWER & LIGHT CO. 

- ~- - .-. - - .  

ORIGIWL $HE€TNO. 6202.037 



11/1112010 1057 

ACTUAL PERFORMANCE DATA 
COMPANY FLORIDA POWER AND LIGHT 
From: Jaw2010 To: Dec-2010 

PLANT/ UNIT SPNFORD 4 8 5 CC 05 PSR 05 
/.____... 

OUTAGE 

I - - - - - - - -  

I.__..... 

N.... 

I _ _ _ _ _ _ - -  . . - - - 

(1) FFO - FULL FORCED OUTAGE FILED 
SUSPENDED 

EFFECTIVE 
DOCKET NO.: 
ORDER NO.: 

PPO - pmnm PLANNED OUTAGE 
PMO - PARTIAL MAINTENANCE OUTAGE 
PO. PLANNED OUTAGE 

FMO - FULL MAINTENANCE OUTAGE 

ISSUED BY FLORIDA POWER 8 LIGHT CO. 

PFO ~ p m n m  FORCED OUTAGE 

................. .. _I- ~. 

ORlGlNALSHEEl NO. 6202.038 
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ACTUAL PERFORMANCE DATA 
COMPANY FLORIDAPOWER AND LIGHT 
From: Jan-2010 To: Dec-2010 

PUNT I UNIT: SANFORD 4 a 5 cc 05 PSR 05 _I ,.......- -.....- ---...__ ..__---.. ....................................... 
OUTAGE 

DESCRIPTION 
..______.-.....__-......~~~~~~~~. _._....~. - - - - - - . ~ _ _ - - - - - . - . . . . ~ ~ ~ ~ - - - - ~ ~ ~ ~ ~ ~ ~ . ~ . ~  ~ ----.--- DATE ] -----._ TIPEL?)] -----.__ HOURS A F k Z  ] 

(1) FFO - FULL FORCED OUTAGE 
PPO . PARTIAL PUNNED OUTAGE 

PO. PLANNED OUTAGE 

FMO . FULL MNNTENANCE OUTAGE 

ISSUED B Y  FLORIDA POWER B LIGHT CO. 

PMO- p m n m  MAJNTENANCE OUTAGE 

PFO . Pmnu FORCED OUTAGE 

FILED: 
SUSPENDED 

EFFECTIVE: 
DOCKET NO.: 

ORDER NO.: 

ORIGINAL SHEET NO. 6.2U2.039 



GPlF Gnf& 
Actual Performance Data (ACRONYMS) for 2010 

Unit 1 Pump A2 
Unit 1 Pump B 
Unit 2 Pump B1 
Unit 2 Cornbustion Turbine (sub unit A) 
Combustion Turbine (sub unit A) - 2A Collector Bus 
2 Alpha High Differential Pressure 
Unit 2 Combustion Turbine (sub unit B) 
Combustion Turbine (sub unit B) - 2A Collector Bus 
2 Bravo Moisture Separator Reheater 
Unit 2 Combustion Turbine (sub unit C) 
Combustion Turbine (sub unit C) - 2A Collector Bus 
Unit 2 Combustion Turbine (sub unit 0 )  
Unit 2 Combustion Turbine (sub unit E) 
Unit 2 Combustion Turbine (sub unit F) 
Unit 3 Combustion Turbine (sub unit B) 
Unit 3 Combustion Turbine (sub unit A) 
Unit 3 Combustion Turbine (sub unit B) 
Unit 3 Combustion Turbine (sub unit C) 
Unit 3 Combustion Turbine (sub unit D) 
Unit 3 Steam Turbine 
Breaker 1 for Power Supply to Exciter 
Breaker 2 for Power Supply to Exciter 
Unit 4 Combustion Turbine (sub unit A) 
4A Steam Generator Feedwater Pump 
Unit 4 Combustion Turbine (sub unit B) 
Unit 4 Combustion Turbine (sub unit C) 
Unit 4 Combustion Turbine (sub unit D) 
Unit 5 Combustion Turbine (sub unit A) 
Unit 5 Combustion Turbine (sub unit B) 
Unit 5 Combustion Turbine (sub unit C) 
Unit 5 Combustion Turbine (sub unit D) 
Unit 5 Steam Turbine 
Static Start Switch 
Unit 8 Combustion Turbine (sub unit A) 
Unit 8 Combustion Turbine (sub unit B) 
Unit 8 Combustion Turbine (sub unit C) 
Unit 8 Combustion Turbine (sub unit D) 
Unit 8 Steam Turbine 
Automatic Control Valve # 3 
Air Control Valve Tag 408 
Auxiliary 
Boiler Feed Pump 
Contol Element Assembly 
Contol Element AssemblyNumber 38 
Contol Element Assembly Number 65 
Communication 
Communication 
Cold Reheat 
Combustion Turbine 
Combustion Turbine (sub unit C) 
Speed Ratio Valve on Combustion Turbine (gas system) 
Control Valve Number 4-1510 
Circulating Water 

ACRONYMS I DESCRIPTION 
R '  [Mar< VI " R  Processor 

1A2 
1B 

281 
2A 

2A CT - 2A 230 
2A HDP 

2B 
28 CT - 2A 230 

2B MSR 
2 c  

2C CT - 2A 230 
2D 
2E 
2F 

3 CTB 
3A 
38 
3 c  
3D 
3ST 

41AC-1 
41AC-2 

4A 
4A SGFP 

4B 
4 c  
4D 
5A 
5B 
5 c  
5D 
5ST 

89SS 
8A 
8B 
8C 
8D 
8X 

ACV-3 
ACV-408 

AUX 
BFP 
CEA 

CEA 38 
CEA 65 

com 
comm 
CRH 
CT 

CT C 
CTG SRV 
CV-4-1510 

CW 

1 GPlF Unit ACRONYMS (2).xls 



Differental 
DeXcitation 
Equivalent Forced Outage Rate 
Hydraulic 
Expansion 
Failed 
Florida Gas Transmission 
Full Speed No Load 
General Electric 
Generator Step Up 
Hazardous 

diff 
DX 

EFOR 
EHC 
EXP 
Fa 

FGT 
FSNL 
GE 

GSU 
Haz 
HI 

HMI 
HP 

HRH 
HRSG 

I/O 
IBH 
ID 

Instr. 
IP 

LCI 
LP 

MFlV 
MG 
MOF 
mof 

MOF/AA 
MSR 
MSSV 
MW 
NO 
O/H 
POF 
PEL 
PFM 
PMI 
PM3 

PM320102662 
PMG 
PMT 

PSL 
PSR 
PT 

PWR 
R 

RO 
R1 

RFC 
RFO 
RPS 
RSD 

Pmp 

High Pressure 
Hot Reheat 
Heat Recovery Steam Generator 
Input / output 
Inlet Bleed Heat Valve 
Induced Draft 
Instrumentation 
Intermediate Pressure 
Load Commutating Inverter 
Low Pressure 
Main Feed Isolation Valve 
Motor Generator 
Maintenance Outage Factor 
maintenance outage factor 
Maintenance Outage Factor / Atomizing Air 
Moisture Separator Reheater 
Main Steam, Safety Valve 
Megawatt 
No 
0 v e r h a u I 
Planned Outage Factor 
Planned Energy Loss 
Ft. Myers 
Gas Valve Number 1 
Gas Valve Number 3 
Manatee Unit 3 GADS #20102662 
Martin 
Manatee 
Pump 
St Lucie 
Sanford 
Potential transformer 
Power 
Repair 
ROW 0 bladas on steam turbine 
ROW 1 blades on steam turbine 
Ready For Control 
Refueling Outage 
Reactor Protection System 
Reserve Shutdown 

l!%an Machine Interface 

2 GPlF Unit ACRONYMS (2).xls 



GRlF Units 
Actual Performance Data (ACRONYMS) for 2010 

ACRONYMS 
RSV 

RSV1 
SIU 

SGG 
SL1-23 
SNO 

SNOW 
ST 
STl 
ST2 
STG 

STM 1 
STM 2 
TICS 
u1  
u 2  

UEL 
Vi 

wo 
ww 

- 
DESCRIPTION 

Reheat Sfop Valve 
Reheat Stop Valve Number 1 
Startup 
Main Steam - High Pressure 
St Lucie Unit 1 cycle 23 refuling outage 
Short Notice Outage 
Short Notice Outage 
Steam Turbine 
Steam Turbine Number 1 
Steam Turbine Number 2 
Steam Generator 
Steam Turbine Number 1 
Steam Turbine Number 2 
ThermallCouples 
Unit 1 
Unit 2 
Unplanned Energy Loss 
Roman Numeral 6 
Work 
Waterwash 

3 GPlF Unit ACRONYMS (2).xls 


