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John T. Butler 
Managing Attorney 
Florida Power & Light Company 
700 Universe Boulevard 
Juno Beach, FL 33408-0420 
(561) 304-5639 
(561) 691-7135 (Facsimile) 
E-mail: john.butlemfDl.com 

February 20,2012 

Ms. Ann Cole 
Commission Clerk 
Florida Public Service Commission 
2540 Shumard Oak Blvd. 
Tallahassee, FL 32399-0850 

Re: Docket No. 120001-E1 

Dear Ms. Cole: 

As requested by the Commission Staff, Florida Power & Light Company hereby files the 
original and ten (10) copies of the GPIF Actual Unit Performance Data Schedules covering the 
month of January 2012. Revised GPIF Actual Performance Data Schedules for Turkey point Unit 
5 and Martin Unit 8 for the months of October 201 1 through December 201 1 are also included. 
These schedules were revised to correct a programming error related to the calculation of 
unavailable hours. 

These schedules are being filed at the same time but separately from its monthly filing of 
the A Schedules. 

If there are any questions regarding this transmittal, please contact me at 561-304-5639. 
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Copy to: All parties of record 
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CERTIFICATE OF SERVICE 
Docket No. 120001-E1 

I HEREBY CERTIFY that a true and correct copy of the foregoing has been furnished by 
hand delivery (*) or United States mail this 20" day of February 2012, to the following: 

Martha F. Barrera, Esq* 
Division of Legal Services 
Florida Public Service Commission 
2540 Shumard Oak Blvd 
Tallahassee, Florida 32399-0850 

James D. Beasley, Esq 
J. Jeffrey Wahlen, Esq. 
Ausley & McMullen 
Attorneys for Tampa Electric 
P.O. Box 391 
Tallahassee, Florida 32302 

Samuel Miller, Capt., USAF 
USAF/AFLOA/JACL/ULFSC 
139 Barnes Drive, Suite 1 
Tyndall AFB, FL 32403-5319 
Attorney for the Federal Executive Agencies 

Jeffrey A. Stone, Esq. 
Russell A. Badders, Esq. 
Beggs & Lane 
Attorneys for Gulf Power 
P.O. Box 12950 
Pensacola, FL 32591-2950 

Attorneys for Florida Retail Federation 
1300 Thomaswood Drive 
Tallahassee, FL 32308 

J. R. Kelly, Esq. 
Patricia Christensen, Esq. 
Charles Rehwinkel, Esq. 
Office of Public Counsel 
c/o The Florida Legislature 
11 1 West Madison Street, Room 812 
Tallahassee, Florida 32399 

Lisa Bennett, Esq.* 
Division of Legal Services 
Florida Public Service Commission 
2540 Shumard Oak Blvd 
rallahassee, Florida 32399-0850 

Iohn T. Bumett, Esq. 
Dianne M. Triplett, Esq. 
4ttomeys for PEF 
P.O. Box 14042 
2t. Petersburg, Florida 33733-4042 

Beth Keating, Esq. 
Sunster Law Firm 
4ttomeys for FPUC 
215 So. Monroe St., Suite 601 
rallahassee, Florida 32301- 1804 

lames W. Brew, Esq / F. Alvin Taylor, Esq. 
4ttomey for White Springs 
Brickfield, Burchette,Ritts & Stone, P.C 
1025 Thomas Jefferson Street, NW 
Eighth Floor, West Tower 
Washington, DC 20007-5201 

Jon C. Moyle, Esq. and Vicki Kaufman, Esq. 
Keefe, Anchors Gordon & Moyle, P.A. 
118 N. Gadsden St. 
Tallahassee, FL 32301 
Co-Counsel for FIPUG 

Michael Barrett, Esq. 
Division of Economic Regulation 
Florida Public Service Commission 
2540 Shumard Oak Blvd 
Tallahassee, Florida 32399-0850 
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2/20/2012 1258 

ACTUAL PERFORMANCE DATA 

COMPANY: FLORIDA POWER AND LIGHT 
FROM: Jan.2011 TO: Dec-2011 

. ~ _ _ _  . - .. . ~ 
~ 

ANOHR = A + 8 (N.O.F.) 

A = O  B =  0 
. .-__. ~ ~- . ~~~ 

I 
NOTE: L%E i7lS DATAKEN~THE UMITIS S Y N ~ O ~ D ~ O - % E S ~ S T E M  

ISSUED BY: FLORIDA POWER a LIGHT co. 

FILED 
SUSPEND E D  

EFFECTIVE 
DOCKET NO.: 
ORDER NO.: 

11791 1161 
~ 



2/20/2012 1258 ORIGINAL SHEET NO. 6202.W9 

PM8 08 

REVISED 

i 
- 

ISSUED BY: FLORIDA  POWER^ LIGHTCO. 

FILED 
SUSPENDED 

EFFECTIVE 
DOCKET NO.: 
ORDER NO.: 



2117/2012 H:26 ORIGINAL SHEET NO. 6.202.001 

- .. ~ 
.~ . . ~ _ _ ~  . ~~~~~ ~ ~~ 

ANOHR = A + E (N.O.F.) 
A =  0 €l= 0 

! 

~ ~~~ ~ ~~~ ..-- 
NOTE: LINE f 7 F D A r A  W E N  THFUNIT fSSYN?RONfZED TO-THE SYSTEM 

~ 

FILED 
SUSPENDED: 

EFFECTIVE: 
DOCKET NO.: 

ORDER NO.: ISSUED BY: FLORIDA POWER 8 LIGHT CO. 



2/17/2012 1126 ORIGINAL SHEET NO 6 202 008 

m l N E f  IS DATWHEN THE UNIT IS SGCRC 

ISSUED BY: FLORIDA POWER a LIGHT co. 

TO THE SYSTEM 

. . . . . .. .. ~. 
ANOHR = A + B (N.O.F.) 

A =  0 E =  0 
~~ . . .  

FILED: 
SUSPENDED: 

EFFECTIVE: 
DOCKET NO.: 

ORDER NO.: 



2/17/2012 1126 ORIGINAL SHEET NO. 6.202.009 

ISSUED BY: FLORIDA POWER 8, LIGHT CO 

FILED 
SUSPENDED 

EFFECTIVE 
DOCKET NO.: 
ORDER NO.: 



2/17/2012 11:26 ORIGINAL SHEETNO. 6.202.007 

ISSUED BY: FLORIDA POWER a LIGHT co. 

FILED: 
SUSPENDED: 

EFFECTIVE: 
DOCKET NO.: 

ORDER NO.: 



2/1712012 11% ORIGINAL SHEETNO. 8.202.002 

- 

NOTE: LINE 171s DATA WHENTH~UNiTlS~SYNC~ONlZED TO THESYSTEM 

ISSUE0 BY: FLORIDA POWER 8. LIGHT CO. 

FILED 
SUSPENDED 

EFFECTIVE 
DOCKET NO.: 
ORDER NO.: 



2/17/2012 1126 ORIGINAL SHEET NO. 6.202.W 

ISSUE0 BY: FLORIDA POWERS LIGHT CO 

FILED: 
SUSPEND ED : 

EFFECTIVE: 
DOCKET NO.: 
ORDER NO.: 



2/17/2012 11:26 
ORIGINAL SHEET NO. 6.202.004 

-. . 

,21. 

-. ~- 

I IANOHR EQUATION 

I 1- ._ ~ -. 
NOTE: LINE 17 IS DATA WHEN THE UNIT IS SYNCRONIED TO THE SYSTEM 

- .  
~ - 
ANOHR = A + B (N.O.F.) 

FILED 
SUSPENDED: 

EFFECTIVE: 
DOCKET NO.: 

ORDER NO.: 
ISSUED BY: FLORIDA POWER & LIGHT CO. 



2/17/2012 11% ORIGINAL SHEET NO. 8.202.005 

ISSUED BY: FLORIDA POWER a LIGHT co. 

FILED: 
SUSPENDED: 

EFFECTIVE: 
DOCKET NO.: 
ORDER NO.: 



2/17/2012 11:26 ORIGINAL SHEET NO. 6.202.006 

ACTUAL PERFORMANCE DATA 

COMPANY FLORIDA POWER AND LIGHT 
FROM: Jan-2012 T O  Dec-2012 

. .  ~~~ ~~ .- 
~~~~~ . ~ 

.- PTN 04 - r- ~ ' PLANT I UNIT: TURKEY POINT 04 
... . .. .. . . . . . 

~~~~~~~ ~~ ~. ~ ~ . .  .. . 
ANOHR = A + B (N.O.F.) 

A =  0 B =  0 
~ _ _ ~  ~~ 

~~ ~~ 
~ ~ 

ZT. ANOHR EQUATION 

NOTE: UNE 17 ISDATA W E N  THE UNITIS SYNCRONZED TO THE SYSTEM 

ISSUED BY: FLORIDA POWER a LIGHT c o .  

FILED 
SUSPENDED 

EFFECTIVE 
DOCKET NO.: 
ORDER NO.: 



2/17/2012 11:26 
ORIGINALSHEET NO. 6.202.010 

ACTUAL PERFORMANCE DATA 

COMPANY: FLORIDA POWER AND LIGHT 

ISSUED BY: FLORIDA POWER 8 LIGHT CO 

. -~ 
ANOHR = A + 8 (N.O.F.) 
A =  0 0 =  0 

.~ 
~ 

FILED: 
SUSPENDED 

EFFECTIVE 
DOCKET NO.: 

ORDER NO.: 



2/17/2012 1126 

i0112412012 

ORIGINAL SHEET NO 6 202 012 

23.4 I 141 
~ 

FMO 

ACTUAL PERFORMANCE DATA 
COMPANY: FLORIDA POWER AND LIGHT 
From: Jan-2012 

PLANT I UNIT: FOR1 

10110512012 I PMO 1 14.4 I 71.15 I .- .. .- .. 

!01/1012012 1 FMO I 115.3 I 141 
~ ~ ~ .~ - 

........ 

'fi%2012 ~1 PMO - -- I ........ ~9.69 

(I) FFO ~ FULL FORCED OUTAGE 
PPO - PARTIAL PLANNED OUTAGE 
PMO. PARTIAL MAINTENANCE OUTAGE 

To: Dec-2012 

fERS 02 _______ - - PFM 02 

DESCRIPTION . . . .  . . .  . .... ....... ~ . . . .  

~ ~~ - .  ......... 2F CT MOF 

Impact loss due to curlailment on 2F 

lmact loss due to curtailment on 2F 

. . . . . . . . . .  ~~~~~~~ ~~ 
~ _. 

i 
-~ I 

~ ~-i 
..... .. -. .... ~~~~~~~ ~ .- ~ .~ -. 

I 

. . . . . . . . . . .  . . .  ~~ 

ZCCT generator H2 seal replacement 

Impact loss due to curtailment on 2C 

Impact loss due to curtailment on 2C 

. 

........ . ~ . _ _ _  
~~~1 

! 

_ _ ~  ~~ 

~. ~~ ~I 
~ . ~~~ 

... ...... 
~~~ 

~~ ~ . . ~~~ 
~ ~~ ........ 

2~ cr MOF . ~ .  ~ 

..... -- Impact loss due lo curl 

Impact loss due Lo curtailment on 2A 

28 CT MOF 

~~ ~ ~~ 

~~ 
~~ 

~_ . . . . . . . .  ..... ... . . . . . . .  ~ ~~ . .  -~ . ~~ ~ .. 

Impact loss due to curtailment on 28 

lmpacl loss due to curtail 

Gas flange leak 

impact loss due to curlailment on 2C 

Impact loss due to curtailment on 2C 

...... ....... .... - ~. ~ 

! 
! 

~~ 
~ ~ ~. .~ 

~~ 

~~~~~~~~ i .... 
-- 

~- 
~ .~ 

~~ . . 

~. . ~~1 
~ 

~~ 

~~~ ~~~ . . 

I 
! .. ........ ~~~ 

~~ ~ ~ 

FILED: 
SUSPENDED: 

EFFECTIVE: 
DOCKET NO.: 

ORDER NO.: 
FMO FULL MAIN: 

ISSUED BY: FLORIDA POWER a LIGHT co. 



2/17/2012 1126 

ACTUAL PERFORMANCE DATA 
COMPANY: FLORIDA POWER AND LIGHT 
From: Jam2012 To: Dec-2012 

PLANTI UNIT: ST LUClE 01 PSL Of .- ~~~ ~~~. 

ORIGINAL SHEET NO. 6.202.013 

(1) FFO - FULL FORCED OUTAGE 
PPO . PARTIAL PLANNED OUTAGE 
PMO . PARTIAL MAINTENANCE OUTAGE 
PO - PLANNED OUTAGE 
PFO -PARTIAL FORCED OUTAGE 
FMO -FULL MAINTENANCE OUTAGE 

ISSUED BY: FLORIDA POWER & LIGHT CO. 

FILED 
SUSPENDED: 

EFFECTIVE: 
DOCKET NO.: 
ORDER NO.: 





ORIGINAL SHEET NO. 6.202.015 
2/17/2012 1126 

01/12/2012 FMO 

101/12/2012 PMO 
. .. 

ACTUAL PERFORMANCE DATA 
COMPANY FLORIDA POWER AND LIGHT 
From: Jan.2012 To: Dec-2012 

PLANT / UNIT TURKEY POINT #5 05 TP6 05 
~ ~~~~ 

~ .. ~~~ ~~~ . 

~ 

DESCRIPTION 
~ ~- -. . ~ ~. 

. 

.. due to curtailment on 5A 

. ~ ~ ~ ~~~. . 

~ ~~~~ ~ .. .~ 75.6 1 119.25 ~ 1 lmpacl loss due to curtailment on 5C -~ ~ ... . . .~ 

(I) FFO - FULL FORCED OUTAGE 
PPO - PARTIAL PLANNED OUTAGE 
PMO - PARTIAL MAINTENANCE OUTAGE 
PO - PLANNED OUTAGE 
PFO -PARTIAL FORCED OUTAGE 
FMO ~ FULL MAINTENANCE OUTAGE 

ISSUED BY: FLORIDA POWER a LIGHT co. 

FILED 
SUSPENDED: 

EFFECTIVE: 
DOCKET NO.: 
ORDER NO.: 



2/17/2012 1126 ORIGINAL SHEET NO. 6.202.016 

ACTUALPERFORMANCEDATA 
COMPANY: FLORIDA POWER AND LIGHT 
From: Jan-2012 

(I ) FFO . FULL FORCED OUTAGE 
PPO - PARTIAL PLANNED OUTAGE 
PMO .PARTIAL MAINTENANCE OUTAGE 
PO - PLANNED OUTAGE 
PFO -PARTIAL FORCED OUTAGE 
FMO .FULL MAINTENANCE OUTAGE 

ISSUED BY: FLORIDA POWER 8 LIGHT CO. 

~~ 

Impact loss due to curtailment on 3A 
~ . ~ . . ..-I 

FILED 
SUSPENDED: 

EFFECTIVE: 
DOCKET NO.: 

ORDER NO.: 



2/1712012 1126 

DATE TYPE(1) 
~ 

~ 

!01/05/2012 PMO 

101/18/2012 I FFO 

01/30/2012 PFO 

101/30/2012 i PMO 

ORIGINAL SHEET NO. 6.202.017 

ACTUAL PERFORMANCE DATA 
COMPANY: FLORIDA POWER AND LIGHT 
From: Jan-2012 To: Dec-2012 

PLANT/ UNIT: MARTIN-UNIT 8 08 PM8 08 . .. . ~ 

~~ ~~~ 

DESCRIPTION 
~~. ,. .... ~ ~~ ~___ 

~~ 4 7 7 1 4 2  1 ... BAEVentMoF(L0 ~. ~~~ HX leak) ~~. ~ ~ -~ ~ ~ . 

. 47.0-5 ~ ~1 lmG . .._ 
loss due to curtailment on 8A 

. ... . .. .. . . . . -. ~~~~~ ~ 

~~~ 
~ ~~ 

3~- ~ ~ ~ 85  ~18BaRunbackl-a FSNL due to Exhaust . .  Frame Blower Trou - j 
. 

' '- 
~ 

. ~~. 
---~ ii [ lppact  loss due to curtailment 

-~ ~ ~ 
.- ._ ~~~ 

7 - - 9 1  I 80 EFOR ! Main Steam Stao Check Sluck 

39.1 I 142 I 8D EVENT MOF FOR MS STO 

25.2 

24.6 

-.I__ . ~~ . 

463 1 8ST Event MOF for main steam stop check repalrs 
~ ~~~ ~ . ..~. ~.. .  ~ ...~ .~ .~ 

.~ . ~ . .  

. . . . . . . . 
~ ... . , . . . .. 

~. ~ . . .  142 I 8A Event MOF Main Steam stop check stuck 
~ ~ .- 24.1 

(1) FFO. FULL FORCED OUTAGE 
PPO .PARTIAL PLANNED OUTAGE 
PMO .PARTIAL MAINTENANCE OUTAGE 
PO. PLANNED OUTAGE 
PFO . PARTIAL FORCED OUTAGE 
FMO - FULL MAINTENANCE OUTAGE 

issum BY: FLORIDA POWER a LIGHT co. 

FILED: 
SUSPENDED: 

EFFECTIVE 
DOCKET NO.: 
ORDER NO.: 



2/17/2012 11:26 ORIGINAL SHEETNO. 6.202.018 

ACTUAL PERFORMANCE DATA 
COMPANY: FLORIDA POWER AND LIGHT 
From: Jan.2012 To: Dec-2012 

PLANT! UNIT: SANFORD 4 8 6 CC 04 PSR 04 
~~ ~~ - 

. 

~-i 
e of CO2 purge regulator 

~ ~ .. - .  . .~ ~~ .. ~.~ 
!01/14/2012 I PFO I 3.0 I 79.25 I lmoact lass due to curlallrnenl on 4A 

49.8 I 79.25 I Impact loss due to curtailment on 40 
.. . .  01/23/2012 I PMO I -- 

01/25/2012 I FMO ---;.2' I . .  

.. 142 I PSR 4C OFF BEARING TUNNEL WORK 
. ._ . .. . . . .. __ .. .. . 

(1) FFO ~ FULL FORCED OUTAGE 
PPO ~ PARTIAL PLANNED OUTAGE 
PMO - PARTIAL MAINTENANCE OUTAGE 
PO - PLANNED OUTAGE 
PFO - PARTIAL FORCED OUTAGE 
FMO - FULL MAINTENANCE OUTAGE 

ISSUED BY: FLORIDA POWER E LIGHT CO. 

FILED 
SUSPENDED 

EFFECTIVE: 
DOCKET NO.: 
ORDER NO.: 



GPlF Units 
Actual Performance Data (ACRONYMS) for 2012 

ACRONYMS I DESCRIPTION 
" R  IMark VI " R  Processor 
1 A2 
1B 

281 
2A 

2A CT - 2A 230 
2A HDP 

2B 
28 CT - 2A 230 

28 MSR 
2 c  

2C CT - 2A 230 
2D 
2E 
2F 

3 CTB 
3A 
3B 
3 c  
3D 
3ST 

41AC-1 
41AC-2 

4A 
4A SGFP 

48 
4 c  
4D 

4KV 
5A 
58 
5 c  
5D 
5ST 
8A 
88 
8C 
8D 
8X 

89SS 
ABV 

ACV-3 
ACV-408 

AUX 
BFP 
BFPT 
BRG 
BRK 

BSGG 
c BV 
C EA 

Unit 1 Pump A2 
Unit 1 Pump B 
Unit 2 Pump B1 
Unit 2 Combustion Turbine (sub unit A) 
Combustion Turbine (sub unit A) - 2A Collector Bus 
2 Alpha High Differential Pressure 
Unit 2 Combustion Turbine (sub unit B) 
Combustion Turbine (sub unit B) - 2A Collector Bus 
2 Bravo Moisture Separator Reheater 
Unit 2 Combustion Turbine (sub unit C) 
Combustion Turbine (sub unit C) - 2A Collector BUS 
Unit 2 Combustion Turbine (sub unit D) 
Unit 2 Combustion Turbine (sub unit E) 
Unit 2 Combustion Turbine (sub unit F) 
Unit 3 Combustion Turbine (sub unit B) 
Unit 3 Combustion Turbine (sub unit A) 
Unit 3 Combustion Turbine (sub unit B) 
Unit 3 Combustion Turbine (sub unit C) 
Unit 3 Combustion Turbine (sub unit D) 
Unit 3 Steam Turbine 
Breaker 1 for Power Supply to Exciter 
Breaker 2 for Power Supply to Exciter 
Unit 4 Combustion Turbine (sub unit A) 
4A Steam Generator Feedwater Pump 
Unit 4 Combustion Turbine (sub unit B) 
Unit 4 Combustion Turbine (sub unit C) 
Unit 4 Combustion Turbine (sub unit D) 
4 Thousand Volts 
Unit 5 Combustion Turbine (sub unit A) 
Unit 5 Combustion Turbine (sub unit B) 
Unit 5 Combustion Turbine (sub unit C) 
Unit 5 Combustion Turbine (sub unit D) 
Unit 5 Steam Turbine 
Unit 8 Combustion Turbine (sub unit A) 
Unit 8 Combustion Turbine (sub unit B) 
Unit 8 Combustion Turbine (sub unit C) 
Unit 8 Combustion Turbine (sub unit D) 
Unit 8 Steam Turbine 
Static Start Switch 
Air Block Valve 
Automatic Control Valve # 3 
Air Control Valve Tag 408 
Auxiliary 
Boiler Feed Pump 
Boiler Feed Pump Turbine 
Bearing 
Breaker 
Unit B, main steam section of HRSG 
Compressor Bleed Valve 
Control Element Assembly 

1 GPIF Unit ACRONYMS.xls 



GPlF Units 
Actual Performance Data (ACRONYMS) for 2012 

Control Element Assembly Number 65 
Control Element Drive Machanism 
Circulating (water pump) 
Communication 
Communication 
Cold Reheat 
Combustion Turbine 
Combustion Turbine (sub unit C) 
Speed Ratio Valve on Combustion Turbine (gas system) 
Control Valve Number 4-1510 
Circulating Water 
Circulating Water Pump 
Debris Filtration System 
Differential 
Dry Low Nox 
Megawatt transducer 
DeXcitation 
Equivalent Forced Outage Rate 
Hydraulic 
End of cycle 
System code for Ft. Myers 2E HRSG 
Expansion 
Failed 
Florida Gas Transmission 
Foreign Material Exclusion 
Fluorescent penetrant inspection 
F is the unit (2F) SGJ is the system designator 
Full Speed No Load 
Feedwater Regulating Valve 
Feedwater 
General Electric 
Generator Step Up 
Hazardous 

ACRONYMS I DESCRIPTION 
CEA 38 1Control Element Assembly Number 38 
CEA 65 
CEDM 

Circ 
corn 

comm 
CRH 
CT 

CT C 
CTG SRV 
CV-4.1510 

cw 
CWP 
DFS 
diff 
DLN 

DWATT XDUCER 
DX 

EFOR 
EHC 
EOC 
ESGA 
EXP 
Fa 

FGT 
FME 
FPI 

FSGJ 
FSNL 
FRV 
FW 
GE 

GSU 
Haz 
HI 

HMI 
HP 

HRH 
HRSG 
HTF 
110 
IBH 
ID 

Instr. 
IP 

LCI 
LL 
LO 
LP 

MFlV 
MF PP 

k L a n  Machine Interface 
High Pressure 
Hot Reheat 
Heat Recovely Steam Generator 
Heat Transfer Fluid 
Input / Output 
Inlet Bleed Heat Valve 
Induced Drafl 
Instrumentation 
Intermediate Pressure 
Load Commutating Inverter 
LOW Low 
Low 
Low Pressure 
Main Feed Isolation Valve 
Main Feed Pump 

2 GPlF Unit ACRONYMS.xls 



GPlF Units 
Actual Performance Data (ACRONYMS) for 2012 

Maintenance Outage Factor 
maintenance outage factor 
Maintenance Outage Factor I Atomizing Air 
Moisture Separator Reheater 
Main Steam Safety Valve 
Megawatt 
Motor actuated Unidirectional valve 
No 
Overhaul 
Outside Management Control 
Planned Outage Factor 
Planned Energy Loss 
Ft. Myers 
Gas Valve Number 1 
Gas Valve Number 3 
Major Overhaul 
Manatee Unit 3 GADS #20102662 
Martin 
Main Steam 
Manatee 
Neurtal Disconnect 
Pump 
Si Lucie 
Sanford 
Potential transformer 
Power 
Repair 
Row 0 blades on steam turbine 
Row 1 blades on steam turbine 
Reactor Coolant Pump 
Ready For Control 
Refueling Outage 
Reactor Protection System 
Reserve Shutdown 
Reheat Stop Valve 
Reheat Stop Valve Number 1 
Release Valve 
Startup 
Steam Generator Feed Pump 
Main Steam - High Pressure 
System Designator Air Control Valve 
St Lucie Unit 1 cycle 23 refueling outage 
St Lucie Unit 2 cycle 19 refueling outage 
Short Notice Outage 
Short Notice Outage 
Speed Ratio Valve 
Strategic Anti Rotation Stall Surge testing 
Steam Turbine 
Steam Turbine Number 1 
Steam Turbine Number 2 

ACRONYMS I DESCRIPTION 
MG (Motor Generator 
MOF 
mof 

MOFIAA 
MSR 
MSSV 
MW 
MUV 
NO 
OIH 
OMC 
POF 
PEL 
PFM 
PMI 
PM3 

MAJOR 
PM320102662 

PMG 
MS 
PMT 
ND 

Pmp 
PSL 
PSR 
PT 

PWR 
R 
RO 
R1 

RCP 
RFC 
RFO 
RPS 
RSD 
RSV 
RSVl 

RV 
SIU 

SGFP 
SGG 

SGJ-ACV-I0 
SL1-23 
SL2-I9 

SNO 
SNOW 
SRV 

STARS 
ST 

STI 
ST2 

3 GPlF Unit ACRONYMS.xls 



GPlF Units 
Actual Performance Data (ACRONYMS) for 2012 

STM 1 
STM 2 

TC or T/Cs 
TCW HX 

u1 
u2 

UEL 
Vi 

VLV 
wo 
ww 

XFMR 

Steam Turbine Number 1 
Steam Turbine Number 2 
ThermallCouples 
Turbine Cooling Water Heat Exchanger 
Unit 1 
Unit 2 
Unplanned Energy Loss 
Roman Numeral 6 
Valve 
Work 
Water wash 
Transformer I 

4 GPlF Unit ACRONYMS.xls 


