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ORIGINAL SHEET NO.  8.401.17A
TAMPA ELECTRIC COMPANY

ACTUAL UNIT PERFORMANCE DATA

JANUARY 2017 - DECEMBER 2017

PLANT/UNIT MONTH OF: MONTH OF: MONTH OF: MONTH OF: MONTH OF: MONTH OF: MONTH OF: MONTH OF: MONTH OF: MONTH OF: MONTH OF: MONTH OF: PERIOD

BIG BEND 1 JAN 17 FEB 17 MAR 17 APR 17 MAY 17 JUN 17 JUL 17 AUG 17 SEP 17 OCT 17 NOV 17 DEC 17 2017

  1.  EAF (%) 99.1 99.5 51.5 0.0 53.4 65.4 72.8 100.0 94.8 86.8 45.3 69.8

  2.  PH 744 672 743 720 744 720 744 744 720 744 721 8016

  3.  SH 739.1 672.0 383.1 0.0 397.8 313.2 542.0 744.0 635.1 388.5 0.0 4814.9

  4.  RSH 0.0 0.0 0.0 0.0 0.0 164.8 0.0 0.0 47.3 257.5 326.5 796.1

  5.  UH 4.9 0.0 359.9 720.0 346.2 242.0 202.0 0.0 37.6 98.0 394.5 2405.0

  6.  POH 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 144.0 144.0

  7.  FOH 4.9 0.0 359.9 720.0 346.2 83.8 202.0 0.0 37.6 98.0 0.0 1852.3

  8.  MOH 0.0 0.0 0.0 0.0 0.0 158.2 0.0 0.0 0.0 0.0 250.5 408.7

  9.  PFOH 12.2 12.4 0.0 0.0 1.6 14.0 0.0 0.0 0.0 0.0 0.0 40.2

 10.  LR PF (MW) 47.0 67.5 0.0 0.0 197.2 197.2 0.0 0.0 0.0 0.0 0.0 111.6

 11.  PMOH 5.4 2.1 0.9 0.0 0.3 0.0 0.5 0.0 0.0 0.0 0.0 9.1

 12.  LR PM (MW) 47.0 228.5 218.4 0.0 75.1 0.0 272.3 0.0 0.0 0.0 0.0 118.7

 13.  NSC (MW) 395 395 395 385 385 385 385 385 385 385 385 388

 14.  OPR BTU(GBTU) 2174.4504 1909.7752 1030.0702 0.0000 1246.9803 807.2281 759.5130 1200.1930 976.1410 539.2950 0.0000 10643.6463

 15.  NET GEN (MWH) 202470 167343 95573 0 115639 71182 68839 93182 79757 44560 0 938545

 16.  ANOHR (BTU/KWH) 10740 11412 10778 0 10783 11340 11033 12880 12239 12103 0 11341

 17.  NOF (%) 69.4 63.0 63.2 0.0 75.5 59.0 33.0 32.5 32.6 29.8 0.0 50.3

 18.  NPC (MW) 395 395 395 385 385 385 385 385 385 385 385 388

19. ANOHR EQUATION       ANOHR =  NOF  ( -15.843 )  +   12,087
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ORIGINAL SHEET NO.  8.401.17A
TAMPA ELECTRIC COMPANY

ACTUAL UNIT PERFORMANCE DATA

JANUARY 2017 - DECEMBER 2017

PLANT/UNIT MONTH OF: MONTH OF: MONTH OF: MONTH OF: MONTH OF: MONTH OF: MONTH OF: MONTH OF: MONTH OF: MONTH OF: MONTH OF: MONTH OF: PERIOD

BIG BEND 2 JAN 17 FEB 17 MAR 17 APR 17 MAY 17 JUN 17 JUL 17 AUG 17 SEP 17 OCT 17 NOV 17 DEC 17 2017

  1.  EAF (%) 75.0 76.8 55.6 54.0 31.8 95.4 0.0 23.2 63.1 80.1 56.2 55.2

  2.  PH 744 672 743 720 744 720 744 744 720 744 721 8016

  3.  SH 583.1 583.0 23.3 415.3 269.5 688.4 0.0 172.3 432.8 595.9 214.3 3977.9

  4.  RSH 24.5 0.0 389.7 0.0 0.0 0.0 0.0 0.0 21.7 0.0 190.7 626.6

  5.  UH 136.4 89.0 330.0 304.7 474.5 31.6 744.0 571.7 265.5 148.1 316.0 3411.5

  6.  POH 0.0 0.0 0.0 256.7 78.0 0.0 0.0 0.0 0.0 0.0 316.0 650.7

  7.  FOH 73.4 89.0 330.0 48.0 396.5 31.6 744.0 539.9 54.3 142.2 0.0 2449.0

  8.  MOH 63.0 0.0 0.0 0.0 0.0 0.0 0.0 31.8 211.1 5.9 0.0 311.8

  9.  PFOH 293.7 572.9 0.0 406.3 88.2 5.5 0.0 0.0 0.0 0.0 0.0 1366.5

 10.  LR PF (MW) 66.3 44.4 0.0 24.6 144.1 56.3 0.0 0.0 0.0 0.0 0.0 49.7

 11.  PMOH 0.3 5.7 0.0 1.9 0.0 1.1 0.0 0.0 0.0 0.0 0.0 9.0

 12.  LR PM (MW) 206.9 200.5 0.0 189.7 0.0 203.7 0.0 0.0 0.0 0.0 0.0 198.9

 13.  NSC (MW) 395 395 395 385 385 385 385 385 385 385 385 388

 14.  OPR BTU(GBTU) 1868.6660 1687.6119 39.4345 1309.0914 856.2088 2329.4673 0.0000 243.4350 1014.2927 2097.5085 292.1400 11737.8559

 15.  NET GEN (MWH) 170150 152752 3410 125802 75289 216749 0 23266 85352 191070 27055 1070895

 16.  ANOHR (BTU/KWH) 10982 11048 11564 10406 11372 10747 0 10463 11884 10978 10798 10961

 17.  NOF (%) 73.9 66.3 37.0 78.7 72.6 81.8 0.0 35.1 51.2 83.3 32.8 69.4

 18.  NPC (MW) 395 395 395 385 385 385 385 385 385 385 385 388

19. ANOHR EQUATION       ANOHR  =  NOF  ( -5.963 )  +   11,063
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ORIGINAL SHEET NO.  8.401.17A
TAMPA ELECTRIC COMPANY

ACTUAL UNIT PERFORMANCE DATA

JANUARY 2017 - DECEMBER 2017

PLANT/UNIT MONTH OF: MONTH OF: MONTH OF: MONTH OF: MONTH OF: MONTH OF: MONTH OF: MONTH OF: MONTH OF: MONTH OF: MONTH OF: MONTH OF: PERIOD

BIG BEND 3 JAN 17 FEB 17 MAR 17 APR 17 MAY 17 JUN 17 JUL 17 AUG 17 SEP 17 OCT 17 NOV 17 DEC 17 2017

  1.  EAF (%) 74.7 79.6 49.6 39.5 82.0 52.9 88.1 70.9 13.6 0.0 0.0 50.1

  2.  PH 744 672 743 720 744 720 744 744 720 744 721 8016

  3.  SH 496.5 218.0 230.3 386.5 744.0 416.6 744.0 599.7 111.5 0.0 0.0 3947.0

  4.  RSH 85.4 333.0 160.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 578.4

  5.  UH 162.1 121.0 352.7 333.5 0.0 303.4 0.0 144.3 608.5 744.0 721.0 3490.6

  6.  POH 0.0 121.0 188.5 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 309.5

  7.  FOH 162.1 0.0 164.2 333.5 0.0 303.4 0.0 0.0 608.5 744.0 721.0 3036.8

  8.  MOH 0.0 0.0 0.0 0.0 0.0 0.0 0.0 144.3 0.0 0.0 0.0 144.3

  9.  PFOH 222.2 218.0 104.7 276.5 600.2 404.0 744.0 571.9 111.5 0.0 0.0 3252.9

 10.  LR PF (MW) 38.7 29.4 82.9 145.4 88.3 34.5 46.9 46.9 47.0 0.0 0.0 60.8

 11.  PMOH 8.3 0.0 0.7 0.0 0.0 2.4 0.0 7.2 0.0 0.0 0.0 18.5

 12.  LR PM (MW) 211.8 0.0 155.3 0.0 0.0 107.0 0.0 230.4 0.0 0.0 0.0 203.6

 13.  NSC (MW) 400 400 400 395 395 395 395 395 395 395 395 396

 14.  OPR BTU(GBTU) 1586.7295 558.3993 654.5651 975.4322 1646.6407 1419.4383 2778.0870 2007.8563 315.9304 0.0000 0.0000 11943.0789

 15.  NET GEN (MWH) 151724 50703 53355 87729 147110 131629 252389 188088 25966 0 0 1088693

 16.  ANOHR BTU/KWH 10458 11013 12268 11119 11193 10784 11007 10675 12167 0 0 10970

 17.  NOF (%) 76.4 58.1 57.9 57.5 50.1 80.0 85.9 79.4 59.0 0.0 0.0 69.6

 18.  NPC (MW) 400 400 400 395 395 395 395 395 395 395 395 396

19. ANOHR EQUATION       ANOHR  =  NOF  ( -6.885 )  +  11,168 
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ORIGINAL SHEET NO.  8.401.17A
TAMPA ELECTRIC COMPANY

ACTUAL UNIT PERFORMANCE DATA

JANUARY 2017 - DECEMBER 2017

PLANT/UNIT MONTH OF: MONTH OF: MONTH OF: MONTH OF: MONTH OF: MONTH OF: MONTH OF: MONTH OF: MONTH OF: MONTH OF: MONTH OF: MONTH OF: PERIOD

BIG BEND 4 JAN 17 FEB 17 MAR 17 APR 17 MAY 17 JUN 17 JUL 17 AUG 17 SEP 17 OCT 17 NOV 17 DEC 17 2017

  1.  EAF (%) 58.3 84.9 78.7 78.8 93.3 84.1 78.8 16.2 31.4 93.5 88.4 71.4

  2.  PH 744 672 743 720 744 720 744 744 720 744 721 8016

  3.  SH 443.6 582.3 603.5 617.2 744.0 715.1 735.8 183.7 235.4 744.0 721.0 6325.6

  4.  RSH 92.4 19.9 30.9 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 143.2

  5.  UH 207.9 69.8 108.6 102.8 0.0 4.9 8.2 560.3 484.6 0.0 0.0 1547.2

  6.  POH 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0

  7.  FOH 207.9 69.8 0.0 102.8 0.0 4.9 8.2 10.1 375.5 0.0 0.0 779.4

  8.  MOH 0.0 0.0 108.6 0.0 0.0 0.0 0.0 550.2 109.1 0.0 0.0 767.8

  9.  PFOH 409.3 121.9 601.6 374.5 449.6 683.9 704.0 183.7 176.0 732.2 721.0 5157.7

 10.  LR PF (MW) 99.1 100.7 35.5 46.8 48.5 68.8 81.3 149.7 23.1 25.4 50.7 59.0

 11.  PMOH 23.7 7.9 1.9 20.8 0.0 5.2 31.7 0.0 0.0 11.7 0.0 102.9

 12.  LR PM (MW) 190.8 227.0 234.2 205.9 0.0 182.7 257.3 0.0 0.0 220.4 0.0 220.9

 13.  NSC (MW) 442 442 442 437 437 437 437 437 437 437 437 438

 14.  OPR BTU(GBTU) 1421.8362 1988.2765 1901.4028 2252.1482 2941.4736 2553.8942 2683.3556 551.7338 873.4506 3108.3355 2466.9377 22742.8448

 15.  NET GEN (MWH) 135022 190073 179206 214373 275387 232573 243038 46553 83787 292516 229651 2122179

 16.  ANOHR BTU/KWH 10530 10461 10610 10506 10681 10981 11041 11852 10425 10626 10742 10717

 17.  NOF (%) 68.9 73.8 67.2 79.5 84.7 74.4 75.6 58.0 81.4 90.0 72.9 76.5

 18.  NPC (MW) 442 442 442 437 437 437 437 437 437 437 437 438

19. ANOHR EQUATION       ANOHR   =   NOF   ( -4.982 )  +  10,856
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ORIGINAL SHEET NO.  8.401.17A
TAMPA ELECTRIC COMPANY

ACTUAL UNIT PERFORMANCE DATA

JANUARY 2017 - DECEMBER 2017

PLANT/UNIT MONTH OF: MONTH OF: MONTH OF: MONTH OF: MONTH OF: MONTH OF: MONTH OF: MONTH OF: MONTH OF: MONTH OF: MONTH OF: MONTH OF: PERIOD

POLK 1 JAN 17 FEB 17 MAR 17 APR 17 MAY 17 JUN 17 JUL 17 AUG 17 SEP 17 OCT 17 NOV 17 DEC 17 2017

  1.  EAF (%) 100.0 99.3 95.3 100.0 70.9 99.8 85.2 98.8 46.4 93.1 97.6 89.6

  2.  PH 744 672 743 720 744 720 744 744 720 744 721 8016

  3.  SH 744.0 667.1 708.0 720.0 527.3 718.4 633.6 735.0 204.6 526.2 703.7 6887.9

  4.  RSH 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 129.6 166.6 0.0 296.2

  5.  UH 0.0 4.9 35.0 0.0 216.7 1.6 110.4 9.0 385.7 51.2 17.3 831.9

  6.  POH 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 370.4 11.3 0.0 381.6

  7.  FOH 0.0 4.9 35.0 0.0 116.5 1.6 1.0 9.0 15.4 40.0 17.3 240.6

  8.  MOH 0.0 0.0 0.0 0.0 100.3 0.0 109.4 0.0 0.0 0.0 0.0 209.7

  9.  PFOH 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0

 10.  LR PF (MW) 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0

 11.  PMOH 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0

 12.  LR PM (MW) 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0

 13.  NSC (MW) 220 220 220 220 220 220 220 220 220 220 220 220

 14.  OPR BTU(GBTU) 1565.3848 1450.1380 1538.4069 1710.0220 1277.8395 1495.2185 1416.4060 1583.3720 374.6209 731.9053 1475.3584 14618.6723

 15.  NET GEN (MWH) 155821 143609 165125 176605 119597 147389 135270 162911 35164 69439 157244 1468174

 16.  ANOHR BTU/KWH 10046 10098 9317 9683 10685 10145 10471 9719 10654 10540 9383 9957

 17.  NOF (%) 95.2 97.9 106.0 111.5 103.1 93.3 97.0 100.7 78.1 60.0 101.6 96.9

 18.  NPC (MW) 220 220 220 220 220 220 220 220 220 220 220 220

19. ANOHR EQUATION       ANOHR  =  NOF   ( 9.523 )  +   9,121
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ORIGINAL SHEET NO.  8.401.17A
TAMPA ELECTRIC COMPANY

ACTUAL UNIT PERFORMANCE DATA

JANUARY 2017 - DECEMBER 2017

PLANT/UNIT MONTH OF: MONTH OF: MONTH OF: MONTH OF: MONTH OF: MONTH OF: MONTH OF: MONTH OF: MONTH OF: MONTH OF: MONTH OF: MONTH OF: PERIOD

BAYSIDE UNIT 1 JAN 17 FEB 17 MAR 17 APR 17 MAY 17 JUN 17 JUL 17 AUG 17 SEP 17 OCT 17 NOV 17 DEC 17 2017

  1.  EAF (%) 98.0 80.9 0.0 58.7 99.3 97.5 97.5 96.9 96.8 98.8 100.0 83.9

  2.  PH 744 672 743 720 744 720 744 744 720 744 721 8016

  3.  SH 744.0 462.9 0.0 507.9 744.0 718.3 744.0 744.0 701.1 739.6 721.0 6826.8

  4.  RSH 0.0 204.8 0.0 16.3 0.0 0.0 0.0 0.0 0.0 0.0 0.0 221.1

  5.  UH 0.0 4.3 743.0 195.8 0.0 1.7 0.0 0.0 18.9 4.4 0.0 968.1

  6.  POH 0.0 1.3 743.0 167.3 0.0 0.0 0.0 0.0 0.0 0.0 0.0 911.6

  7.  FOH 0.0 0.0 0.0 24.7 0.0 1.7 0.0 0.0 18.9 4.4 0.0 49.7

  8.  MOH 0.0 3.0 0.0 3.8 0.0 0.0 0.0 0.0 0.0 0.0 0.0 6.9

  9.  PFOH 37.2 4.1 0.0 40.8 0.0 9.2 2.5 75.6 8.6 0.0 0.0 177.9

 10.  LR PF (MW) 264.0 264.0 0.0 224.6 0.0 198.1 233.7 214.7 233.7 0.0 0.0 228.7

 11.  PMOH 7.8 369.1 743.0 782.6 14.9 41.3 53.9 0.0 4.1 13.8 0.0 2030.5

 12.  LR PM (MW) 264.0 264.0 0.0 79.5 233.7 233.7 233.7 0.0 233.7 233.7 0.0 94.4

 13.  NSC (MW) 792 792 792 701 701 701 701 701 701 701 701 726

 14.  OPR BTU(GBTU) 1479.0530 891.6450 0.0000 1198.8280 2122.6040 1755.5870 2162.7590 2488.3000 2615.9490 2112.6870 1979.9620 18807.3740

 15.  NET GEN (MWH) 197576 119609 -274 161007 288649 239671 290853 334517 353125 278963 263669 2527365

 16.  ANOHR (BTU/KWH) 7486 7455 0 7446 7354 7325 7436 7438 7408 7573 7509 7441

 17.  NOF (%) 33.5 32.6 0.0 45.2 55.3 47.6 55.8 64.1 71.9 53.8 52.2 51.0

 18.  NPC (MW) 792 792 792 701 701 701 701 701 701 701 701 726

19. ANOHR EQUATION       ANOHR  =  NOF        ( -9.906 )  +   8,039 
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ORIGINAL SHEET NO.  8.401.17A
TAMPA ELECTRIC COMPANY

ACTUAL UNIT PERFORMANCE DATA

JANUARY 2017 - DECEMBER 2017

PLANT/UNIT MONTH OF: MONTH OF: MONTH OF: MONTH OF: MONTH OF: MONTH OF: MONTH OF: MONTH OF: MONTH OF: MONTH OF: MONTH OF: MONTH OF: PERIOD

BAYSIDE UNIT 2 JAN 17 FEB 17 MAR 17 APR 17 MAY 17 JUN 17 JUL 17 AUG 17 SEP 17 OCT 17 NOV 17 DEC 17 2017

  1.  EAF (%) 65.3 47.0 97.5 97.0 87.8 89.2 90.9 95.4 90.9 38.9 36.4 76.5

  2.  PH 744 672 743 720 744 720 744 744 720 744 721 8016

  3.  SH 527.1 298.7 738.1 720.0 657.9 720.0 744.0 729.4 713.5 599.2 564.2 7012.2

  4.  RSH 0.0 42.3 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 10.0 52.2

  5.  UH 216.9 331.0 4.9 0.0 86.1 0.0 0.0 14.6 6.5 144.8 146.8 951.6

  6.  POH 216.9 312.3 0.0 0.0 0.0 0.0 0.0 0.0 0.0 144.8 146.8 820.7

  7.  FOH 0.0 18.7 4.9 0.0 62.2 0.0 0.0 0.0 6.5 0.0 0.0 92.3

  8.  MOH 0.0 0.0 0.0 0.0 23.9 0.0 0.0 14.6 0.0 0.0 0.0 38.5

  9.  PFOH 14.7 9.4 0.0 71.4 0.0 163.7 147.2 14.4 65.6 0.0 33.1 519.6

 10.  LR PF (MW) 261.8 261.8 0.0 232.3 0.0 232.3 232.3 232.3 157.1 0.0 232.3 224.1

 11.  PMOH 150.4 91.2 53.6 14.7 19.2 146.3 124.2 64.3 193.7 1238.8 1214.8 3311.3

 12.  LR PM (MW) 261.8 261.8 261.8 232.3 232.3 232.3 232.3 232.3 229.3 232.5 232.3 234.8

 13.  NSC (MW) 1047 1047 1047 929 929 929 929 929 929 929 929 961

 14.  OPR BTU(GBTU) 1189.6880 1114.2610 2384.3570 2374.7310 2156.8320 1906.5130 2500.5460 3170.0000 2923.7620 1272.6410 1110.4270 22103.7580

 15.  NET GEN (MWH) 157433 146101 318307 313417 278762 253553 320829 417625 387413 159540 141459 2894439

 16.  ANOHR (BTU/KWH) 7557 7627 7491 7577 7737 7519 7794 7591 7547 7977 7850 7637

 17.  NOF (%) 28.5 46.7 41.2 46.9 45.6 37.9 46.4 61.6 58.5 28.7 27.0 42.9

 18.  NPC (MW) 1047 1047 1047 929 929 929 929 929 929 929 929 961

19. ANOHR EQUATION       ANOHR  =  NOF   ( -7.777 )  +   7,937
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