








Department of Environmental Protection 
Central Dist rict 

PWS ID II : 335111 5 P\VS NAME: S ANDPIP ER i\IOlllLE II OM E MA OR POPULATIO I; 270 

20 17 DRI Kl G WATER MON ITORI NG REQU IREME TS 

MONITORfNG & REPORTS DUE COMMENTS 

Disin fectant residuals must be reported 

Microbio logica l ("'Bactc .. ) Month ly 
individually and averaged on bacte reports. 
Compliance for max imum disin fec tant 
residual level is based on a running annual 
average. 

Monthly Operation Reports (MORs) Monthly Include in formation abo ut maintenance and/or 
abnormal occurrences & CT calcs. if required. 

itrate and itritc 20 17 Sample at each POE every year*. 

Pri mary I norganics 20 18 Sample at each POE every 3 yea rs. 

Secondaries 20 18 Sample at each POE every 3 years. 

Radio log icals (Gross Alpha & Radium 228) 20 18 Sample at each POE every 3 years. 

Sample at each POE every 3 yea rs. The 

Volati le Organic Contaminants (VOCs) 20 18 
annual monitoring fo r eth ylbenzene may stop; 
there we re no detects in 2009, 20 I 0, 20 I I. 
This is per Rule 62-550.5 15(3)(b). F.A.C. 

Synthetic Organic Contaminants (SOCs) 201 8 Sample at each POE every 3 years. 

Begin reduced (triennial) testi ng July- Sept. 

Stage 2 Disinfecti on Byproducts (DBPs) 
2018. Collect 1 TTHM sample from the highest 

and Disinfection Byp roduct Reports July - Sept. 2018 
TTHM site and I HAAS sample from the highest 
HAAS site. If your highest TTHM and HAAS 

Total hilwlomethanes & 1/a/oacetic Acids (5) sites are at the same location, you may collect 1 
dual sample. Report disinfectant residuals. 
Certificat ion or results due every 9 yea rs. Use 

Asbestos 2020-202 1 Form 62-555.900( I 0). F.A.C .. Asbestos Free 
Certification or Asbestos Sampling Plan 

Lead and Copper (Tap amp ling) June - Sept. 20 18 
Test in accordance with the most recentl y 
approved sampling plan . 

Consumer Confidence Report (CCR) & July I. 20 17 & 
Data fo r CCR can be obtained at: 

CCR Certifi cation of Delivery August 10. 201 7 
httg: ",,.,, .dc~.statc. ll .us central/! lome Drinkin g \Vate 
r Comgliancc. CCR/dc!ault.htm 

• POE - l'omt ol entry 10 the dislnbuuon system Sample at ~a~h I'OE that 1s rcprcscntut1ve of each source ullcr treatment 

• •1\. tRT= lu"mum rl'Sitknre tunc Sumple at one d.:s1gnat.:d MRT d1stnbution locauon ~in accoruanc.: \\ith the Stage I D/DI3P Monitonng Plan 

This is a good faith ass~ssmcnt or moni wring rcquin.:mcnts fo r the above-referenced public wntcr syst~m for c~kndar year 20 17 and may not 

include addit ional sampling required during the year due to spec ial circumstances. If you have questions. please contact Monica Uusam at (407) 

897-.J t 71. This chan shall not rcli~' c any person from an) requirement of r-Iorida '"". 

This schedule and state forms can be found at http://www.uep.statc. ll.us/ccntralillomc/DrinkingWatcrldcfault.htm on the Central 

District ·s website. Click on "IVIonitoring Schedules and Forms'' under '·Highl ights" in the right-hand column. 

');.> II is important for you to provide this information to you r operator and/or sampler. 

> It is s trongly recomm end ed that tes ting be condu cted early in the monitorin g period to a llow time for 

retes ts due to poss ible sampling or lab e rrors. Annua l a nd triennial samplin g s hou ld be completed by 



Department of Environmental Protection 
Central District 

PWS ID #: 33!'4688 P\VS NAME: LAKE YALE EST ATES PO PULA TIO : I 0 I 

20 17 DR INKING W J\ TER MON ITOR ING REQU IREMENTS 

MONITORING & REPORTS DUE COMMENTS 

Disinfectant res iduals must be reported 
ind ividually and averaged on bacte reports. 

Microbio logical c·Bacte") Monthly Compliance for max imum di sinfectant 
res idual level is based on a running annual 
average. 

Monthly Operation Reports (MORs) Mont hl y 
Include information about mai ntenance and/or 
abnormal occurrences & CT ca tes. if required. 

Nitrate and Nitri te 20 17 Sample at each POE every year* . 

Primary I norgan ics 20 18 Sample at each POE every 3 years. 

Secondaries 20 18 Sample at each POE every 3 years. 

Rad iologica ls (Cross :1/pha & Radium 228) 20 18 Sample at each POE every 3 years. 

Volatile Organic Contaminants (VOCs) 20 18 Sample at each POE every 3 years. 

Synthetic Orga nic Contaminants (SOCs) 20 18 Sample at each POE every 3 years. 

Begin reduced (triennial) testing July- Sept. 

Stage 2 Disin fection Byproducts (DB Ps) 
2018. Collect I TTII M sample from the highest 
TTHM site and I HAA5 sample from the highest 

and Disinf'ection Byproduct Reports Ju ly- Sept. 20 18 HAAS site. If your highest TTHM and HAAS 
Tota/Ti·ihalometha11es & 1/aloacetic: , lcids (5) sites are at the same location. you may collect I 

dual sample. Report disi nfectant residuals. 
Certi fication or resu lts due every 9 years. Use 

Asbestos 2020-202 1 Form 62-555.900( I 0), F. A.C., Asbestos Free 
Certification or Asbestos Sampl ing Plan 

Lead and Copper (Tap Sampling) June- Sept. 20 18 
Test in accordance with the most recently 
approved sampl ing plan. 

Consumer Confidence Report (CCR) & July I, 2017 & Data for CCR can be obtained at: 
httR: \\'\\ w.UCJ2.Statc.ll.us central/l lorne Drinking\Vate 

CCR Certi rication of Delivery August I 0. 20 17 r/Com12l ia ncc/CC Ride fault. hun . ) ,; = , ' 
.. . .. "'' . > ,. . . . . " .. 

I OE I omt of <lltf) to the dtstnbuuon S)stem S,tmrk at c.tch I OL that ts rcprcscntatl\e ol each source after treatment 

.. MRT= Maxtmum rcs~tknl'C tnnc Sample at one d~stgnat~c.l MRT c.listnbutton locauon ~ 111 accorc.lanc~ wtth the Stage I D/DBP Monnonng Plan 

This is a good faith assessment or monitoring requirements lor the abo,·c-relcrenecd public 11atcr system tor calendar year 20 17 and may not 

include add itional sampling requ ired during the year due to special circumstances. If' you have questions, please contact the appropriate personnel 

at (407) 897-4100. This chart shall not relic1 c any person ti·om any requirement or Florida law. 

This schedule and state forms can be found at http://www.dep.state.fi.us/centrai/Home/DrinkingWater/default.htm on the Central 
District's website. Click on "rvlonitoring Schedules and Forms'' under "Highlights" in the right-hand colu mn. 

>- lt is importa nt for you to p r·ovide this information to yo ur operator and/or sa mpler. 

>- It is strongly recommended that tes ti ng be conducted ea rly in the monitoring p er·iod to a llow time fo r 

retests due to poss ible sampling or lab errors. Annua l a nd trien nia l sa mpling should be completed by 




